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TROUBLESHOOTING

e Line-up of Indoor Units

Type Capacity Model Names Type Capacity Model Names
09K PPIM-BO9UFA1DQ 09K PPFC-BO9UFA1DQ
12K PPIM-B12UFA1DQ 12K PPFC-B12UFA1DQ
18K PPIM-B18UFA1DQ 18K PPFC-B18UFA1DQ

MESP Ducted Type | 24K PPIM-B24UFA1DQ Cei“”gTSy“::e”ded 24K PPFC-B24UFA1DQ
30K PPIM-B30UFA1DQ 30K PPFC-B30UFA1DQ
36K PPIM-B36UFA1DQ 36K PPFC-B36UFA1DQ
48K PPIM-B48UFA1DQ 48K PPFC-B48UFA1DQ
18K PCI-BIBUFALDQ |, oy Mini Cassette| 09K PCIM-BO9UFA1DQ
24K PCI-B24UFA1DQ Type 12K PCIM-B12UFA1DQ

4-Way Cassette

Type 30K PCI-B30UFA1DQ 18K JPE18B3XB2HSIA
36K PCI-B36UFA1DQ 24K JPE24B3XC2HS1A
48K PCI-B48UFAIDQ | Air Handlers Type 30K JPE30B3XD2HS1A
09K PPK-BO9UFALDQ 36K JPE36B3XD2HS1A
12K PPK-B12UFA1DQ 48K JPE48C3XG2HS1A

High-wall Type 18K PPK-B18UFA1DQ
24K PPK-B24UFA1DQ
30K PPK-B30UFA1DQ

e Line-up of Outdoor Units

Capacity Model Names
09K PAS-09BUFASDQ1
12K PAS-12BUFASDQ1
18K PAS-18BUFASDQ1
24K PAS-24BUFASDQ1
30K PAS-30BUFASDQ1
36K PAS-36BUFASDQ1
48K PAS-48BUFASDQ1

1-1 HS2024573C



TROUBLESHOOTING

1. Troubleshooting

e Turn OFF all power sources completely before checking the electrical parts.

e When rinsing the indoor unit, remove the electrical parts. If not, it may cause burnout of electrical
parts by insulation degradation.

e Before setting dip switches, firstly turn OFF power source and set the position of the dip switches.
e If the switches are set without turning OFF the power source, the switches will not function.

NOTE:

e The “I” mark indicates position of the dip switches. The figures show the setting before shipment.

1.1 Initial Troubleshooting

1.1.1 Checking of Power Source and Electrical Wiring
Check the following items if there is any abnormality in the activation of the air conditioner.

No. Item Method
The circuit breaker or

1 . . Check the secondary voltage of circuit breaker and the continuity of fuse with a tester.
the fuse is not activated.
Check that the following wiring connection on 0.U./I.U. PCBs is not loosened.
« The connection for thermistors
S « The connection for the wired remote controller cable
) The wiring is loosened or

« The connection for power source line

Check that the wiring connection on 0.U./I.U. PCBs is not loosened or incorrectly
connected on the site according to “Electrical Wiring Diagram” of the technical
catalog.

misconnected.

I.U.:  Indoor Unit
0.U.: Outdoor Unit

NOTES:
e |fthe PCB fuse on I.U.&0.U. is blown, please check the cause of the overcurrent and restore the fuse.
e In addition, check the power supply of optional components as the fuse may blow due to a malfunction.

HS2024573C 1-2



TROUBLESHOOTING

e Check to ensure the correct wiring of the power cord terminals (0.U. and I.U. are powered separately, O.U. power
supply terminals “L1” and “L2” I.U. power supply terminals “L1” “L2”).

e Check to ensure that the shielded twist pair cable (= 18AWG[0.75mm?]) is used for intermediate wiring to protect
noise obstacle at total length of less than 1000m and size complied with local codes.

e Checkto ensure that the wirings and the breakers are chosen correctly, as shown in Table 1.1.

e Allthefield wiring and equipment must comply with local codes.

Example for Electrical Wiring Connection

The transmission cable length between the outdoor unit and the indoor unit shall be less than 246ft(75m).

MESP Duct/4-way Cassette/4-way Mini Cassette/Ceiling Suspended/Air Handlers Types

0.U Power Supply

208/230V,1Ph,60Hz

*2 ELB [ ELB |

x5 xg Main

Switch

A

Outdoor Unit

1.U Power Supply

Wired Remote
Controller Cable

]

(Field-Supplied)
Shielded Twist Pair Cable
(18AWG[0.75mm?])

208/230V,1Ph,60Hz

This cable does not need
any polarity.
Do not apply an excessively

*1ELB [ ELB |

*3%4 Mai.n
Switch

TB2

oL
OoN

*8

j:9

Power Source Cable ‘

Pay attent;

ion to the phase

Earth
Wiring
*10

*7

|

high voltage to this cable.
(Rated Voltage: 5V)

When installing CIW03-H wired
remote controller, connect both
ends of shield tube to earth.

Indoor Unit

TB2

O
ON
O>
Om

*11
| L

Earth
Wiring

of power source when wiring.

High-wall Type

0.U Power Supply

208/230V/1Ph/60Hz

ELB [ ELB |

Main
Switch

N

Transmission Cable

Shielded Twist Pair Cable[18AWG(0.75mm?)]
Transmission cables are not polarized and
should not be connected to strong power
terminals to prevent electrical components
from burning out. The cable shielding layer
should be grounded at O.U.

0.U
TB1 TB2
12 1 2
O 0 (f O 0 F

Power Source Cable

Pay attention to the phase

Transmission Cable

Shielded Twist Pair Cable 18AWG(0.75mm?)
Transmission cables are not polarized

and should not be connected to strong
power terminals to prevent electrical
components from burning out. The cable
shielding layer should be grounded at both

ends.
I.U Power Supply Wired Remote Controller Cable
(Field-Supplied)
208/230V/1Ph/60Hz |  ghielded Twist Pair Cable

ELB [ ELB |

Main
Switch

A

[18AWG(0.75mm?)]

This cable does not need any polarity.
Do not apply an excessively

high voltage to this cable.

(Rated Voltage: 5V)

Power Source Cable
Pay attention to the phase
of power source when wiring.

\

.U

TB1

U O~ A0 1 0O~ AO~N
N2O | @0 20| BO

of power source when wiring.

1-3
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TROUBLESHOOTING

NOTES:

e If the demand control (ON/OFF) with only time conditions is set, it is recommended to set the time according to
the load, not the constant setting time all through the year. The minimum set interval for demand or forcible
stoppage should be 30 minutes or more in consideration of the compressor’s start-stop frequency and energy-
saving.

e When demand control (ON/OFF) is set, it is required to set the optional function setting. Select the setting
condition “0” to “1” at the Defrost Control in Demand Mode “F !”,

Refer to the item 4.5.3 “Function Setting from Outdoor Unit PCB” for detail of setting.

Table 1.1 Recommended Electrical Parts

. Intermediate
Connecting Main Switch Wiring between
Power Source Power Source Earth
Power Source ELB I.U.and l.U. >
to O.U.and I.U. Cable — Wiring
separately Normal Fuse Transmission
Current | Capacity Cable
Indoor
. . *1 *3 *4 *7 *10 *11
Single-Phase Unit
Power Suppl
pply OuUtSic;or * *5 *6 *g *10 *g

ELB: Earth Leakage Breaker
I.U.: Indoor Unit
0.U.: Outdoor Unit

NOTES:

e Install a main switch and an ELB for each system separately. Select the high response type ELB that acts within
0.1 second.

e Separate the control wiring (*10) between the outdoor unit and the indoor unit more than approximately
1-31/32~2-23/64 inch(50~60mm) from power supply wiring (*7 and *8). Do not use a coaxial cable.

e Inthe case that a conduit tube for field-wiring is not used, fix rubber bushes with adhesive on the panel.

Table 1.2 Recommended Wiring Capacity and Size

Outdoor unit

Wiring Capacity
Term ELB Normal Current | Fuse Capacity (AWG(mm?))
(measure) A of Main Switch | of Main Switch
(A (A) Power Source Earth Wiring |Between O.U.and I.U.
Cable
Model
*2 *5 *6 *8 *9 *10
PAS-09BUFASDQ1 12 20 15
PAS-12BUFASDQ1 12 20 15
14(2.5)
PAS-18BUFASDQ1 16 20 20
PAS-24BUFASDQ1 16 20 20 18(0.75)
PAS-30BUFASDQ1 20 25 25 12(4)
PAS-36BUFASDQ1 32 40 30
10(6)

PAS-48BUFASDQ1 32 40 35

ELB: Earth Leakage Breaker
I.U.:  Indoor Unit
0.U.: Outdoor Unit

HS2024573C 1-4



TROUBLESHOOTING

(] Field Minimum Wire Sizes for Power Source

1-5

Max Running Current (A): REFER TO NAMEPLATE

Model Power Source MRC(A) Power}zsvlg(c;;a:;))le Size Transn;:\i;; gz;ﬁ:})’; e Size
PAS-09BUFASDQ1 7.7
PAS-12BUFASDQ1 1.7
14(2.5)

PAS-18BUFASDQ1 13.5 18(0.75)
PAS-24BUFASDQ1 208/230V, 1Ph, 60Hz 16.0
PAS-30BUFASDQ1 24.2 12(4)
PAS-36BUFASDQ1 27.9 10(6)
PAS-48BUFASDQ1 29.1 10(6)
PPIM-BOSUFA1DQ 1.09
PPIM-B12UFA1DQ 1.23
PPIM-B18UFA1DQ 1.56
PPIM-B24UFA1DQ 208/230V, 1Ph, 60Hz 1.83 14(2.5) 18(0.75)
PPIM-B30UFA1DQ 2.12
PPIM-B36UFA1DQ 2.78
PPIM-B48UFA1DQ 3.05

PCI-B18UFA1DQ 0.41

PCI-B24UFA1DQ 0.51

PCI-B30UFA1DQ 208/230V, 1Ph, 60Hz 0.77 14(2.5) 18(0.75)
PCI-B36UFA1DQ 1.11

PCI-B48UFA1DQ 1.11
PPFC-BOSUFALDQ 0.41
PPFC-B12UFA1DQ 0.55
PPFC-B18UFA1DQ 0.66
PPFC-B24UFA1DQ 208/230V, 1Ph, 60Hz 0.66 14(2.5) 18(0.75)
PPFC-B30UFA1DQ 0.66
PPFC-B36UFALDQ 1.03
PPFC-B48UFA1DQ 1.03
PCIM-BO9UFA1DQ 0.52
PCIM-B12UFAIDQ 208/230V, 1Ph, 60Hz 067 14(2.5) 18(0.75)
PPK-BO9UFA1DQ 0.26

PPK-B12UFA1DQ 0.29

PPK-B18UFA1DQ 208/230V, 1Ph, 60Hz 0.45 16(1.5) 18(0.75)
PPK-B24UFA1DQ 0.55

PPK-B30UFA1DQ 0.64

HS2024573C
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NOTES:

e Follow local codes and regulations when selecting field wires, and all the above are the minimum wire size.

e For outdoor unit, use the wires which are not lighter than the ordinary polychloroprene sheathed flexible cord.
(Cord designation HO7RN-F).

e Forindoor unit, use the wires which are not lighter than the ordinary tough rubber sheathed flexible cord (code
designation HO5RR-F) or ordinary polychloroprene sheathed flexible cord (code designation HO5RN-F) when
get power from outside.

e The wire sizes in the above table are selected at the maximum current of the unit according to UL 60335.

e When transmission cable is longer than 49.2ft(15m), a larger wire size should be selected.

e Install main switch and ELB for each system separately. Select the high response type ELB that is acted within 0.1
second.

e Use ashielded cable for the transmitting circuit and connect it to ground.

e Inthe case that power cables are connected in series, add maximum current to each unit and select wires
below.

Selection According to UL 60335

Currenti (A) Wire Size (AWG(mm?))

i<6 14(2.5)
6<i<10 14(2.5)
10<i=<16 14(2.5)
16<i=<25 12(4)
25<i<32 10(6)
32<i<40 6(10)
40<i<63 6(16)

63 <i *1

*1: In the case that current exceeds 63A, do not
connect cables in series.

HS2024573C 1-6
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1.1.2 Rotary Switch and Dip Switch Setting for Indoor Units

The PCB in the indoor unit is equipped with dip switches and rotary switches. Before testing the unit, set these dip
switches according to the following instructions. If these dip switches are not set in the field, the unit cannot be

operated.

<PPIM Model>

1. Turn OFF all the power supplies to both DSW3 DSW6
indpor and‘outdoor un.its before D‘IP . DSW4 oft= mﬂﬂ
switch setting. Otherwise, the setting is E\BDW e
invalid. E% FEEE|>sw3 DSW6

2. The positions of the DIP switches on the DSW9 ??E @
PCB are shown in the figure right. Open B [igessy
the electrical box cover. After the DIP ;
switches are set, attach the electrical box DSWS 5.
cover again.

DSW7
\\\\\*ﬁ

3. Unit number setting (DSW6)

The indoor unit numbers of all indoor units are not required. The indoor unit numbers are set by the
auto-address function. If the indoor unit number setting is required, set the unit numbers of all indoor
units respectively and serially by the following setting position.

DSW6 (1st, 2nd digit) Unit number setting

Set the position

ON

No.1 Unit

No.2 Unit No.4 Unit

Set the position

o R ! R PN

T

3

Before delivery, the 1st and 2nd digit of
DSWE6 are set to “0”.

4. Region identification, human sensor and low air volume setting

DSW6 (4th digit), RSW1(Region Identification)

DSW6 (4th digit) RSW1 (units digit) NA
Set the position Insert a flat head screw| DSW6
driver into the set
oN |Set the position position in the trench oN
- I
1 2 34 56 1 2 34 586
Set No. 4 to OFF

DSW6 (3rd digit) Human sensor setting

DSW6 (6th digit) Low air volume setting

Before delivery, DSW6 and RSW1 are set according to
the region’s requirement, and the after-sales
replacement of PCB needs to be set according to

the region’s requirement.

RSW1

Set the position

Set the position

TUTTE T

B0)

95w
Setto “1”

Before delivery, the 3rd digit of DSW6 is
set to “0”. Set the 3rd digit of DSW6 to “1”
when installing human sensor.

Before delivery, the 6th digit of DSW6 is
set to “0”. Set the 6th digit of DSW6 to“1”|
when setting low air volume.

1-7
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5. Capacity code setting (DSW3)
No setting is required as these have been preset at the factory at time of production. These switches
have been set according to the capacity of the indoor unit.
DSW3

09K 12K 18K 24K 30K 36K 48K

1 Tk ™™ ==Y o] 1] i 1 o e
1234566 123456 123456 12 6 6 6

OFF| OFF OFF OFF| OFF

ON
o

)
o]
ol ]
)
hd |

—H
. |
il ]
Ll W}
E)
e
o]
ol ]
)
A |

6. Unit type code setting (DSW4)
As this is already set before shipment, no setting is required. This switch is used for setting the unit
type code which corresponds to the type of the indoor unit.

PPIM

T

7. Refrigerant cycle No. setting (DSW5)
These switches set the refrigerant cycle number and need to be made only when connecting multiple
systems together via H-Link (e.g. central control)

DSWS5 Refrigerant system setting

T e

1 23 45 60FF

Before delivery, DSW5 is set to “0%,
a maximum of 64 refrigerant systems
can be connected.

0 1 2 3 32 33 31 3
CURNR: BNNRNR), RN BRRN [REEE BRER, [N B,
4 5 6 T 36 37 38 39
LT R ST LT N LT T L B T
8 9 10 1 40 41 12 13
LT L8 e T N e B LR (LR
12 13 14 15 44 15 16 47
LT T o N o G B e
16 17 18 19 18 19 50 51
T e T S T N el ol 8 - 8o
20 21 22 23 52 53 54 5
AL LI 8 o e L B s L o
24 % 2 27 56 57 58 59
LR L e e SN T 8 o L o e
28 29 30 31 60 61 62 63
L N LT B T i O e L
8. Fuse recover (DSW7)
* No setting is required. Setting positions ON
before shipment are all OFF. i i OFF
1 2

HS2024573C 1-8
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<PCI Model>

Quantity and position of dip switches

> [ T

DSwW4

DSW9
DSW5 DSWé6 DSW3 DSW7

A\ cauTion

e Before setting dips switches, firstly turn off power source and set the position of the dips switches. If
the switches are set without turning off the power source, the contents of the setting are invalid.

NOTES:

e The mark "I"indicates position of dips switches. Figures show setting before shipment or after
selection.

o . . Indicati
e Indication position of rotatory switches. %:U“Sgiggggad drive

DSW3: capacity code setting

This dip switch is utilized for setting the capacity code which corresponds to the Horse Power of the

indoor unit. DSW3
Factory setting: 18K 24K 30K
B B o 1 0 B e R0 B R
36K 48K
Ty n R MR

DSW4: unit model code setting

This switch is utilized for setting the model code which corresponds to the indoor unit type.
Factory setting: DSw4

"
1234

OFF

1-9 HS2024573C
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DSWS5: refrigerant cycle No. setting

Setting is required DSW5
Factory setting: o
DSWS5 can be set from 0 to 63. ? EEEEEOW
0 1 2 3 32 33 34 35
L LT B T T O L T LTI M LT L LT
4 5 6 7 36 37 38 39
LT LT T 8| LT, S oL B G S LT LT
8 9 10 11 40 41 42 43
L L S el T s o =T S N Lo 8 oLl B Lo
12 13 14 15 44 45 46 47
L oL T AT Lo 8o N 1 8L L T
16 17 18 19 48 49 50 51
NRRERE) (mamang Rnaa ) anRani) it (e T Tl ST LI S LT el
20 21 22 23 52 53 54 55
NERRRd Bemand mmaRy AARARN nmBan Banany [anaann; AERaRY
24 25 26 27 56 57 58 59
FERRRN) PURR GNRNE RRANSE QREnn) PaerRy Eanen, aines
28 29 30 31 60 61 62 63
FERNSE ARN0CH) RN PERNGE  |[WWanRE;[n@nnEH; WEBRAN BRBRRY
DSWe6: unit No. setting, low air volume setting
Setting is required. DSW6 (1st, 2nd digit) Unit number setting DSW6 (6th digit) Low air volume setting
Set the position Set the position
Set the position Q Q Q Q Q g::\lp Q Q Q Q Q Q g::\lp
1 23456 1 23456
Before delivery, the 1st and 2nd digit of Before delivery, the 6th digit of DSW6 is
DSW6 are set to “0”. set to “0”. Set the 6th digit of DSW6 to“1”

when setting low air volume.

No.1 Unit No.2 Unit No.3 Unit No.4 Unit
R BT T

DSW6(4th digit), RWS1: regional identification

DSW6 (4th digit) RSW1 (units digit) NA

Set the position Insert a flat head screw, DSWe6
driver into the set

on |Set the position position in the trench i H H i H H oN
T
1 2 1 2

34 56 o7/ 34 5686
APyt Set No. 4 to OFF
RSW1
Before delivery, DSW6 and RSW1 are set according to the °0

7
e
w

-
9¢w

Setto “1”

regional requirement. When the after-sales replacing
PCBs, DSW6 and RSW1 should be set according to the
regional requirement.

HS2024573C 1-10
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<PPFC Model>

(1) Position of Dip Switches

AEEIE -]

DSW4

DSW9

DSW5 DSWe6 DSW3 DSW7

(2) The PCB in the indoor unit is equipped with 1 rotary switch and 6 dip switches. Before testing the
unit, set these dip switches according to the following instructions. These dip switches need to be set
in order to operate the unit.

(a) Unit No. Setting, Low Air Volume Setting (DSW6)

Setting iS required DSW6 (1st, 2nd digit) Unit number setting DSW6 (6th digit) Low air volume setting
Set the position Set the position
- ON ON
Set the position Q Q Q Q Q OFF Q Q Q Q Q Q OFF
1 23456 1 23456
Before delivery, the 1st and 2nd digit of Before delivery, the 6th digit of DSW6 is
DSW6 are set to “0”. set to “0”. Set the 6th digit of DSW6 to“1”
when setting low air volume.
No.1 Unit No.2 Unit No.3 Unit No.4 Unit
W AR W PRl P P
1234560FF[T234660F[1234560F|[T23456

(b) Regional Identification(DSW6(4th digit), RWS1)

DSW6 (4th digit) RSW1 (units digit) NA
Set the position DSW6

Set the position

ON Insert a flat head screw ON
OFF driver into the set OFF
2 34 5 1 2 34 56

1 6 > 7, position in the trench
TS SetNo. 4 to OFF
RSW1
Before delivery, DSW6 and RSW1 are set according to the 22
regional requirement. When the after-sales replacing f@jw
PCBs, DSW6 and RSW1 should be set according to the d -
regional requirement. Setto“1

(c) Unit Mode Code Setting (DSW4)
No setting is required.

Setting the model code of g
the indoor unit.

m |z

(S|
o[~ o

il EN
-
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(d) Capacity Code Setting (DSW3)

This dip switch is utilized for setting the capacity code which corresponds to the Horse Power of

the indoor unit.

Factory setting:

DSW3

48K

36K

30K

24K

18K

12K

09K

(e) Refrigerant Cycle No. Setting (DSW5)

DSW5

Setting is required.
Factory setting:

DSWS5 can be set from 0 to 63.

z & z & =& & =z z & =& z &
=2 =2 [ == [ [ [ e
w,a = = e [T [Ca [Ca S
Lo <+ (2] [m B o | = o~ - — | Lo | [=23 - o | _mioy
o
- = B =1 I A = o | [ ] O o | || [ mO
[~mn = o [T [T [ [ o
e - - o~ | | | =i -
=z £ = & Bl z £ =& 55 =& =z E
[=E [ =P =B [ [ =P [ o [ =3
= m It = [ | = | mt [ m | =g
== | (=] | == ] | ==
- o s oo o o> - -
[T =8 e [T [ [Caey e [Tm
Cm— Cm— - - = = CH— =
=E z & =E == z £ 5B 55 =E
[ mE) W< [ mps [ = [ mr [ wr | W<
o Wa m 113 H_n | =i | mfts | =it | =it
o | |- o= = — | ==y Lo < [ ENI= = o [m B o= | i = | | WO
o o sl el sl Lo Lo ©
m_EQ) |_mEd m Ed |_mEd m B | mEe m B -
HZ H?. HZ HZ [l = B m B = B
—- — — ~ [ - - [
g & zE 5 & z& g E z & £ E =&
[_mps [ [ == [ [ [ mps ]
= =T = T [Cas [Ca - [T
o || © || =Rl == = | [mO~= == o | | © | | mO- =301 ==
B I I et I = o e =T I e I A O e =T B R A R ™
= | Ol [l = m_ BN [ =5
=5 Cm— m_ [ Cm— - O Cm— C—
25 g & z & 55 = z & 55 g E
= _Ps [= P o = P = _Ps =P =P <
WS (m 1Ry | (m Y | m | mft | _mit | m[tg
o |~ — | | — | | WO Lo || - =) m B elp=_t o~ | | WO — | | O
HS HX | | e — MS | | Cmes N | s N e | e
| = = o~ = = = =)
o | mi) i ] - | =i - "
z & z & z & & s & z & z & K
WG o [ PS [ [= P [m [m = [
o = O = =N =S [C [
R == A e == R e = I e R - R = e = T A =
| _mE | mE | _mEs | mEs [T mE [ mE | mE | mEN
| m_ O — | C— C— | C—
B [ = 3 . =
= s 5 s 5 zZ el sE s Z z &
[= P = _Ps = _Ps = P =P CH< =P =P
=1 = = = e [Ca e [
NI R R RS R = R IR B
[m [ [m BN [m_ESI [ ESI [m BN [m BN _HIZ _HIZ
- [ mi [ - - - [ [
g5 g5 s & = £ = & = E = E Z E
= s [Ca<] = P = = == = E = = =
w_a WS Hﬁ - Ha ) [ = = =
- | - < . < ™ | © | |- S | | Cm = | (mo— SR =&
CH-- e CH- - CH- - N ome- -
- = =B (m B (m B (m BN (m B = BN
(O . C— m L m_ (O Cm-— C—

ON

(f) Fuse Recover (DSWT7)

OFF

No setting is required. Setting positions before shipment are all OFF.

e The "I" mark indicates position of dip switches. Figures show setting before shipment.

A\ cauTioN

e Before setting dip switches, firstly turn OFF power source and set the position of the dip switches.

If the switches are set without turning OFF the power source, the switch settings made are not

recognized.

1-12
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<PCIM Model>

Quantity and position of dip switches

A\ cauTion

DSW4

DSW5 DSWe6

DSW3 DSW7

e Before setting dips switches, firstly turn off power source and set the position of the dips switches. If
the switches are set without turning off the power source, the contents of the setting are invalid.

NOTES:

e The mark "Il"indicates position of dips switches. Figures show setting before shipment or after

selection.

¢ [ndication position of rotatory switches.

DSW3: capacity code setting

_—— Indication

4 A seflathead drive
)q

This dip switch is utilized for setting the capacity code which corresponds to the Horse Power of the

indoor unit.
Factory setting:

DSW4: unit model code setting

This switch is utilized for setting the model code which corresponds to the indoor unit type.

Factory setting:

1-13

DSW3

09K

12K

ON
OFF

—H ]
SO
Rl |
-~
o'
Nl

.
o
il ]
T
M ]
M ]

ON
OFF

DSW4

annl
123

& | OFF

HS2024573C



DSWS5: refrigerant cycle No. setting

TROUBLESHOOTING

Setting is required DSWS5
Easc\/tl(;ri/asr? tt;“enit from 0 to 63. F zi E ? E ES;JF
0 1 2 3 32 33 34 35
Dokt ol o b 8 kb ok koot | o ke Bk et bk
4 5 6 7 36 37 38 39
L LT el 8 ikt o bal Ll 8, elsl ks 8 ele L 8
8 9 10 11 10 41 42 43
GRRTNE PR NN PR [Gema Rma e, e,
12 13 14 15 44 45 16 47
LR LT el AL LT FRn0un BRNANN; WonR;, BOnE,
16 17 18 19 48 49 50 51
LTI T T e NN 1 T i e
20 21 22 23 52 53 54 55
e e L e G LD B ek NROREY Banann; EnRann ponans,
24 2 26 27 56 57 58 59
L [CLH 0 cHCE B GECEI N U BaL okl
28 29 30 31 60 61 62 63
T T T L B L R T T L e

DSWG6: unit No. setting, low air volume setting

Setting is required.

DSW6 (1st, 2nd digit) Unit number setting

DSW6 (6th digit) Low air volume setting

Set the position

T

Set the position
1

Set the position

i

1 23456

Before delivery, the 1st and 2nd digit of
DSW6 are setto “0”.

Before delivery, the 6th digit of DSW6 is
set to “0”. Set the 6th digit of DSW6 to“1”

when setting low air volume.

No.1 Unit No.2 Unit No.3 Unit

T e R

123456 123456

DSWe6(4th digit), RWS1: regional identification

HS2024573C

DSW6 (4th digit)

T TR

Set the position
Set the position

34 56 A
95w

Before delivery, DSW6 and RSW1 are set according to the

regional requirement. When the after-sales

PCBs, DSW6 and RSW1 should be set according to the

regional requirement.

RSW1 (units digit) NA
Insert a flat head screw DSW6
driver into the set
position in the trench H H H H H H ON
OFF
1 2 34 56
Set No. 4 to OFF
RSW1
20,
replacing NOON
2
Setto “1”

1-14
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<PPK Model>

1. Turn OFF all the power supplies to both indoor and outdoor units before DIP switch setting.

Otherwise, the setting is invalid.

2. The positions of the DIP switches on the PCB are shown in the figure right. Open the electrical box

cover. After the DIP switches are set, attach the electrical box cover again.

PPK-BO9UFA1DQ/PPK-B12UFA1DQ/PPK-B18UFA1DQ

fFasel |

=)

Hi;

Fif
I
I

Eite
RSW1 DSW3

o

o

3. Unit number setting (DSW6)

PPK-B24UFA1DQ/PPK-B30UFA1DQ

O

DSW5

DSW3

HHH DSW7

=
DSW4
03

.
RSW1 DSW6

ORI T

| i i

|

The indoor unit numbers of all indoor units are not required. The indoor unit numbers are set by the
auto-address function. If the indoor unit number setting is required, set the unit numbers of all indoor
units respectively and serially by the following setting position.

DSW6 (1st, 2nd digit) Unit number setting

Set the position

ON

Set the position OFF

No.1 Unit No.2 Unit No.3 Unit No.4 Unit
WHHHHF’HHH T 1
123456 123456 123456 123456

Before delivery, the 1st and 2nd digit of
DSW6 are setto “0”.

1-15
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4. Region identification, human sensor and low air volume setting (DSW6)
DSW6 (4th digit), RSW1(Region Identification)

TROUBLESHOOTING

DSW6 (4th digit)

RSW1 (units digit)

Set the position

Set the position

Insert a flat head screw
driver into the set
position in the trench

NA
DSW6

H OFF 7

6 © Py
AW
95 ¥

TEE

1

LT

the region’s requirement, and the after-sales

the region’s requirement.

Before delivery, DSW6 and RSW1 are set according to

replacement of PCB needs to be set according to

RSW1
90 ,
© ~
@

Setto “1”

DSW6 (3rd digit) Human sensor setting

DSW6 (6th digit) Low air volume setting

Set the position
T
1 23456

Before delivery, the 3rd digit of DSW6 is
setto “0” Set the 3rd digit of DSW6 to “1”
when installing human sensor.

Set the position

W

1 23456

ON
OFF

Before delivery, the 6th digit of DSW6 is
set to “0”. Set the 6th digit of DSW6 to“1”
when setting low air volume.

5. Capacity code setting (DSW3)
No setting is required as these have been preset at

the factory at time of production. These switches

have been set according to the capacity of the indoor unit.

DSW3

9K 12K

18K

ON
OFF

ON
OFF

~ ]
N I
w[
[
ol ]
ol ]
i
NSO
will]
S~
]

~[
N
w1
~H
o]

ON
OFF

ON
OFF

6. Anti-condensation setting, Hand-held remote controller/Wired remote controller setting,

Differentiation of neighboring units setting (DSW4).

DSW4 (1st digit) Anti-condensation setting

DSW4 (2nd digit) HHRC/WRC setting

Set the position

oN
OFF

TIT

Set the position

ON
OFF

T

Before delivery, the 1st digit of DSW4 is set to “0”. Set the
1st digit of DSW4 to “1” when anti-condensation doesn't
work.

Before delivery, the 2nd digit of DSW4 is set to “0”. Set
the 2nd digit of DSW4 to “1” when installing the wired
remote controller.

HS2024573C
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In case that indoor units are installed adjacent to each other, the signals of the wireless remote
controllers are differentiated in reception.Set the 3rd and 4th of DSW4 by the following setting
position.

DSW4 (3rd, 4th digit) Differentiation of
neighboring units setting

Set th iti
e Set the position A Mode B Mode C Mode D Mode
N ON ON ON ON
T cen et e feenen

Before delivery, the 3rd and 4th digit of DSW4 are set to
«07.

7. Refrigerant cycle No. setting (DSW5)
These switches set the refrigerant cycle number and need to be made only when connecting multiple
systems together via H-Link (e.g. central control).

1-17

DSWS5 Refrigerant system setting

RN R

1 23 456

Before delivery, DSW5 is set to “0”,
a maximum of 64 refrigerant systems
can be connected.

0 1 2 3 32 33 34 35
L T T T T SN L L o T T T LT TE T T
4 5 6 7 36 37 38 39
LLLT STl T LI TT LT LT AT A Ll T 8 cloL T
8 9 10 11 40 41 42 43
LT M PELET M LLE LT L L LT Tl ST LI LTI L P
12 13 14 15 44 45 46 47
L LlLT R PLLLIT L LT ( LI T LIl LT M eI Sl E L
16 17 18 19 48 49 50 51
LTl e T TP L PP L PP e LT eI A LT LI LT L1
20 21 22 23 52 53 54 55
CCLELE S CEL LI L LTI LTI L= PPl LT L
24 25 26 27 56 57 58 59
CLL Ll Pl LI LL I CL L L Ceiatsa Ll Tlelo ST T L1 T T 1ol
28 29 30 31 60 61 62 63
CTLLLL S lLlele 8 Pl L LI ML LIL1.F PLLL]e Pl WA (L LT LT WL LLLLL
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8. Fuse recover (DSW7)
* No setting is required. Setting positions before shipment are all OFF. i
1

e The "I" mark indicates the positions of DIP switches. The figures show settings before shipment.
e When the unit no. and the refrigerant cycle no. are set, record them to facilitate maintenance and

servicing activities in the future.
e Turn OFF all the power supplies of the indoor and outdoor units before DIP switch setting. Otherwise,

the setting is invalid.

ON
OFF

]

HS2024573C 1-18
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<JPE Model>

e Main controller - DSW3 capacity setting

18 24 30
FEREEE PEEEEE EEEEEEE
123456 123456 123456

36 48

oN
OFF

~[
N EC
wHEd
~H
] =]

1-19

Model number Dip switch number
1 2 3 4 5 6
JPE18B3XB2HS1A| O X 0 X X X
JPE24B3XC2HS1A| O 0 X X X X
JPE30B3XD2HS1A | X 0 X X X X
JPE36B3XD2HS1A| O X X X X X
JPE48C3XG2HS1A | X X X X X X
Main controller - DSW4 indoor unit type setting
DSW4
W A AC
1234

Main Controller DSW5 Refrigerant Cycle No. setting

DSWS5 is default set to off at ‘0’, a maximum of 64 refrigerant systems can be connected.

DSWS5 Refrigerant system setting

T

ON
OFF

Main controller DSW6 & RSW1 setting
DSWe6 DIP switch 6-4 is default set to off. RSW1 is default set to 1.

DSW6 (4th digit)

RSW1 (units digit)

Set the position

ON
OFF

Set the position

Insert a flat head screw
driver into the set
position in the trench

0 7
@
- ©
95w

Before delivery, DSW6 and RSW1 are set according to
the region’s requirement, and the after-sales
replacement of PCB needs to be set according to

the region’s requirement.

NA
DSW6

TLCLE

Set No. 4 to OF,
RSW1

oL 7
ey
s
95/

Setto “1”

Do not change

7default settings.

Main controller DSW9 setting
DSW9 DIP switch default set to off.

Install the coil temperature sensor and the return air temperature sensor that are included with the
control box kit. (See Installing the coil temperature sensor and Installing the return air temperature

sensor sections)

HS2024573C



1.1.3 Dip Switch Setting for Outdoor Units

Turn OFF all power source before the setting.

Without turning OFF, the switches do not work and the settings are invalid.
Mark of “Ill” indicates the position of dip switches. Set the dip switches according to the figure below.

TROUBLESHOOTING

Intermediate Season

A8 AW O

12 34|0FF

Heating for
Intermediate Season

Wl on

12 34|0FF

Forced Stop
of Compressor

WEEEEson

123456 |OFF

External Input / Output
Setting Mode

WA Eaon

123456 |O0FF
Cooling Only Setting

DSW1 DSW2 DSW4 DSW5
. Ref. Piping Length / Refrigerant System End Terminal
Test Operation Optional Function Setting Setting Resistance Setting
WiEE|on WO Wl |ON M (on
12 34|0FF 123456]|OFF 123456]|OFF 12 |OFF
Factory Setting Factory Setting Factory Setting Factory Setting
AE|on B E|on
12 34|0FF 123456|OFF
Cooling Piping Length <5m
ABEE| N WO EEEoN
12 34|0FF 123456]|OFF
Heating Piping Length >30m
wl"a" 1 W EEAE|ON
12 34|0FF 123456]|OFF
Cooling for Optional Function Setting

e Setting for Transmitting
Itis required to set the outdoor unit Nos., refrigerant cycle Nos. and end terminal resistance for this H-LINK or

H-LINK Il system.

e Setting of Refrigerant Cycle No.
In the same refrigerant cycle, set the same
refrigerant cycle No. for the outdoor unit and
the indoor units as shown below.
As for setting indoor unit refrigerant cycle No.,
set the DSW5 on the indoor unit PCB.

HS2024573C

Maximum in setting refrigerant cycle No. is 63.

Ref. Cycle No. Setting

10 digit

i i S
123456

Outdoor Unit

DSw4

Indoor Unit (H-LINK I1)

DSW5
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DSW4 Refrigerant system setting

e Outdoor Unit Refrigerant No.

TROUBLESHOOTING

HS2024573C

35
39
43
47
51
55
59
63

34
38
42
46
50
54
58
62

33
37
41
45
49
53
57
61

32
36
40
4
48
52
56
60

11
15
19
23
27
31

refrigerant system No. is the same

Before delivery, DSW4 is set to “0”,
with IDU refrigerant system No.

10
14
18
22
26
30

13
17
21
25
29

12
16
20
24
28
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1.1.4 Failure of Power Supply to Indoor Unit and Wired Remote Controller

e Lightsand LCD are not Indicated.
e Not Operated

TROUBLESHOOTING

If fuses are melted or a breaker is activated, investigate the cause of over current and take necessary action.

Phenomenon > Cause

Check Item

Power Failure or Power is Not ON

Measure voltage with
voltmeter.

\

Action
(Turn OFF Main Switch)

_,| Short Circuit Supplied
between Wires

Check for any uncovered
part of wires.

Supply power.

Melted Fuse or
Activation of >
Breaker at

Short Circuit of
Wires to Earth

Measure insulation
resistance.

Remove cause of short
circuit and replace fuse.

Power Source

|, | Failure of Indoor Unit
Fan Motor

Measure resistance
between wires and
insulation resistance.

Remove cause of short
circuit and replace fuse.

Short Circuit Supplied
between Wires

Check for any uncovered
part of wires.

Melted Fuse

at Control Circuit
Short Circuit of
Control Circuit to Earth

Measure insulation
resistance.

Failure of Transformer at Indoor Unit Side

Measure voltage at
secondary side.

Disconnection or Contact Failure of
Remote Control Cable

Check cables and
connection.

Contact Failure
or Incorrect Connection
Contact Failure of Indoor Unit PCB
at Connectors of
Wired Remote Contact Failure
Controller or Incorrect Connection
of PCB in Wired Remote
Controller

Check connectors.

Failure of Wired Remote Controller

Checkitin
self-checking mode *1).

Disconnected Wire
to Each PCB

Check connectors.

Failure of

Each PCB
Failure of Each PCB

Check each PCBin
|.U./O.U. PCB
check mode *2).

Replace fan motor
if faulty.

Remove cause of short
circuit and replace fuse.

Remove cause of short
circuit and replace fuse.

Replace PCB.

Replace or repair them.

Correctly connect them.

Replace wired remote
controller if faulty.

Correctly connect
wires.

Replace PCB if faulty.

Incorrect Wiring Connection

Take action according to the procedure
indicated in "TEST RUN CHECK".

*1): Referto Item 4.2.
*2): Referto Item 4.2.

HS2024573C
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TROUBLESHOOTING

1.1.5 Transmission Failure between Wired Remote Controller and Indoor Unit

e “RUN” Lamp on Wired Remote Controller: Flashing every 2 seconds

Phenomenon

Cause

Check Item

Action
(Turn OFF Main Switch)

Cable

Disconnection or Contact Failure of Remote Control

Check cables and
connection.

Replace or repair them.

Failure of Wired Remote Controller

Checkitin
self-checking mode *1).

Failure of PCB

(in Indoor Unit
and Wired

Remote Controller)

*1): Referto ltem 4.2.
*2): Referto Item 4.2.

1-23

Replace it if faulty.

Disconnected Wire
to PCB

Check connectors.

Correctly connect wires.

Failure of PCB

Checkitinl.U./O.U. PCB
check mode *2).

Replace PCB if faulty.
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1.1.6 Abnormalities of Devices

TROUBLESHOOTING

e Inthe case that no abnormality (Alarm Code) is displayed on the Wired Remote Controller, and normal
operation is not available, take necessary action according to the procedures mentioned below.

Phenomenon

Cause

Check Item

Action
(Turn OFF Main Switch)

"RUN" Indicator
and LCD are ON.
However, the
system does
not operate.

(ex. Indoor/outdoor
fans or compressor
does not operate.)

| | Disconnected Measure motor coil
Failure of Motor Coil resistance with tester. ] )
Indoor Unit Replace indoor unit
Fan Motor - - fan motor.
|| Burnt-Out Measure insulation
Motor Coil resistance.
| | Disconnected Measure motor coil
; Motor Coil resistance with tester.
gaL:il:L(;:)eO?fUnit Replace outdoor unit
Fan Motor - - fan motor.
| | Burnt-Out Measure insulation
Motor Coil resistance.
Failure of Measure voltage .
Outdoor Unit | contact between contagcting Replace outdoor unit PCB.
Failure
PCB parts.

Failure of Comp. Motor

Measure resistance
between wires.

Failure of Comp.

Check for abnormal
sound from comp.

Replace compressor.

if the Setting
temperature on
LCD is Changed *3)

Failure of
Magnetic Contact Check magnetic switch o
Switch for  [T|Failure is activated correctly. Replace magnetic switch.
Comp.
Fail ¢ B \I,D\;isrzotgn:ét;d Check connection. Correctly connect wires.
ailure o
[.U.or0O.U.
PCB . .
| _|Failure of Check PCBin .
PCB self-checking mode *1). Replace PCB if faulty.
| |Failure of
Failure of Thermistor Checkitin .U./O.U. PCB
Air Inlet check mode *2). l :
Thermistor ; ; Replace or correctly
| _|Disconnection s
The Comp. does not of Thermistor connect wires if abnormal.
Stop or Start even

Abnormality of Wired Remote

Controller Cord

Checkitin Test Run.

Failure of Indoor Unit PCB

Check itin self-checking
mode *1).

Replace PCB if faulty.

HS2024573C
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TROUBLESHOOTING

(1.1.6 Abnormalities of Devices)

Action
(Turn OFF Main Switch)

\

Phenomenon > Cause > Check Item

Check Setting Condition

of "Thermistor of

Wired Remote Controller'

by Optional Setting (C8)

* Setting and Control

"00": Control by Indoor
Thermistor for
Suction Air In case that thermistor

| Incorrect Optional | "01": Control by _ | of wired remote
Setting Thermistor of controller is not used,
Wired Remote setitat"00"
The Comp. does not Controller
stop or start even "02": Control by
if the setting Average Value of
temperature on LCD |— Indoor Thermistor
is chqnged by for Suction Air
the wired remote and Thermistor of
controller Wired Remote
*3) Controller
Check Setting Condition
of "i1" and "i2" by In case that room
Input/Output Setting thermostat is used,
[, | Incorrect Input/Output » | * Setting and Control »| setforinput

Setting signal actually used.

"01": Room Thermostat

(Cooling) If no signal is used,
"02": Room Thermostat set itat “00".
(Heating)

*1): Referto Item 4.2.
*2): Referto Item 4.2.
*3): Evenif controllers are normal, the compressor does not operate under the following conditions.
* Indoor Air Temp. is lower than 69.8°F(21°C) or Outdoor Air Temp. is lower than 0°F(-18°C) during cooling
operation.
* Indoor Air Temp. is higher than 80.6°F(27°C) or Outdoor Air Temp. is higher than 75°F(24°C) during heating
operation.
Outdoor Air Temp. is lower than -13°F(-25°C) during heating operation.
When a cooling (or heating) operation signal is given to the outdoor unit and a different mode as heating
(or cooling) operation signal is given to indoor units.
When an emergency stop signal is given to outdoor unit.
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(1.1.6 Abnormalities of Devices)

TROUBLESHOOTING

Action
Ph > C Check It . .
enomenon ause eckitem (Turn OFF Main Switch)
l ; || Failure of Check thermistor
Failure o Thermistor eck thermistor in
| Discharge check mode of Replace;orporrectly
Air Temp. Disconnecied wired remote controller ﬁ‘oanbnnegrn:va:{es
Thermistor | {\wire for *1). .
Thermistor
Indoor Fan
Speed cannot | — -
be Changed Failure of Wired Remote Checkitin self-checking

Controller

from wired remote
controller *2).

Replace if faulty.

Failure of Indoor Unit PCB

Checkitinl.U./O.U. PCB
check mode *3).

Replace it if faulty.

No Defrosting
Operation Mode
is Available
While Heating
Operation or

Defrosting .

Operation is
Continued

Failure of .
Thermistor || Failure of
for Outdoor Thermistor
Evaporating Replace or correctly
Temp. during connect wires
i - if abnormal.

Heating or Disconnected
Thermistor | | Wire for
for Outdoor Thermistor
Temp.

Disconnected .

— Reversing gllfecasiLllre resistance

Failure of Valve Coll :
Re[/ersing Incorrect Replace reversing valve.
Valve Activation of i

Reversing Supply power forcibly.

Valve

Disconnected Control Wires

between Indoor Unit and Check connectors. Correctly connect wires.
Qutdoor Unit
| Disconnected Check connectors Correctly connect wires.
Failure of Wires to PCB :
Outdoor Unit
PCB | | Failure of Replace it when check
PCB mode is not available.
— Di§connected Check connectors Correctly connect wires.
Failure of Wire to PCB '
Indoor Unit
PCB || Failure of Checkitin I.U./O.U. PCB
PCB check mode *3).

“RUN” Indicator
or LCD Indication

on Wired Remote [—»

Controller are
Kept ON

Failure of Indoor Unit PCB
or Wired Remote Controller

Check PCBin

1.U./O.U. PCB

check mode *3),

or check wired remote
controllerin
self-checking mode *2).

Replace it if faulty.

*1): Referto Item 4.2.
*2): Referto Item 4.2.
*3): Referto Item 4.2.

HS2024573C
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(1.1.6 Abnormalities of Devices)

Action
Ph C Check It . .
enomenon ause eckitem (Turn OFF Main Switch)
Lﬂgﬁ(gol_é?ﬁ]tgl‘ggg;iilgj rger —| Calculate heat load. Use larger unit.
Gas Leakage Correctly charge
or Shortage || Measure superheat. —| refrigerant after
of Refrigerant repairing gas leakage.
Excessively
small Measure and check
'II?LIJabn;itrer — field-supplied pipes. —| Use correct pipes.
Long Pipe
—>| Checkforany clogging. | Remove clogging.
Check connection
™ | cord and connector. Replace connector.
Failure or
Malfunction Is there operation :
of Expansion sound from coil? Replace coil.
Valve
Is thermistor on .
> compressor normal? —| Replace thermistor.
Is thermistor
—| installed correctly on —| Correctly install it.
compressor?
Excessivel
Insufficient Low SUCﬁgn Clogged
gooling | Pressure Isrfaﬂgfugit Check temp, difference Replace strainer
eration i >
P Cloggingat [ gttrlar}:]eetrand outlet of in indoor unit.
Low Pressure ’
Pipe
Clogging at
Low Pressure [—>| Check temp. difference. || Remove clogging.
Pipe
Insufficient Check for any clogged »| Clean air filter.
Air Flow to air filter.
Indoor Unit
Eiea; Check for obstacles at Remove obstacles
xchanger inlet or outlet. - :
Excessively Insufficient revolution of lace f
Low Air indoor unit fan motor? Replace fan motor.
Temp. to
Indoor Unit
Heat Check for short-circuited _ | Remove cause of
Exchanger indoor unit air. short-circuited air.
— : “Motion Sensor is
Activation of Motion Sensor activated” is indicated It is normal.

Control

on remote control switch.

1-27
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(1.1.6 Abnormalities of Devices)
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Action
Phenomenon [—> Cause Check Item (Turn OFF Main Switch)
. Check clogging of outdoor R logi
unit heat exchanger. €move clogglng.
. Obstacles at inlet or
Insufficient — | outlet of outdoor unit Remove obstacles.
Air Flow to heat exchanger?
— Outdoor Unit
Eeaff | | Is service space for Secure sufficient service
xchanger outdoor unit sufficient? space.
| Correct fan speed? Replace fan motor.
Excessively Short-circuited air to Remove cause of
High Air outdoor unit? short-circuited air.
| | Temp. to
. Outdoor Unit
Heat Any other heat load near Remove heat source
Exchanger outdoor unit? :
Excessively ;
High || Eﬁgﬁ;‘éely Check refrigerant cycle Correctly charge
Discharge Refrigerant temp. refrigerant.
Pressure
Non- .
H Condensaple || Checkeachtemp.and | Chargeerigeant
Gasin Cycle P ) pumping.
Clogging of
—| Discharge —| Check for clogging. Remove clogging.
Insufficient Pipe
Cooling —
Operation Check for clogging. Remove clogging.
Failure or
|| Malfunction Check connecting wire
of Expansion and connector. Replace connector.
Valve
Is there operation sound -
from coil? Replace coil.
. Check temp. difference
Malfunction or Internal . .
—— - between inlet and outlet Replace reversing valve.
Leakage from Reversing Valve of reversing valve.
Malfunction
Excessively or Internal Check temp. difference
—| Low Suction H Leakage from between inlet and Replace reversing valve.
Pressure Reversing outlet of reversing valve.
Valve
Transmission Check indoor unit
Failure indicating alarm code Repair it according to
| between “03” on wired remote alarm code “03”.
I.U.and O.U. controller.
- i Check wired remote
N Irglnsmlssmn | :pnosvl\J,E:,Csli?,tp[y controller LCD or “RUN” Repair it according to
arture to Indoor Unit. indicator is turned OFF. “Service Manual”.
. Check that indoor unit
Failure of R
— Indoor Unit capjutyf/ IS Oén check Replace indoor unit PCB.
PCB mode of outdoor unit
PCB.
HS2024573C 1-28
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(1.1.6 Abnormalities of Devices)

Outdoor Unit
Heat

Action
Phenomenon Cause Check Item (Turn OFF Main Switch)
'tﬂggol_:el';ifntgl-g:g;i;{;rger Calculate heat load. Use larger unit.
Gas Leakage Correctly charge
or Insufficient refrigerant after gas
Refrigerant Measure superheat. leakage check and
Charge repair.
Excessively
g?a];“eter or ™ E’"i;aeiure field-supplied Use specified pipes.
Long Pipe
ll\:/laitgre c;r Check for clogging. Remove clogging.
alfunction
of Expansion
Valve Check connecting Repl
cord and connector. eplace connector.
ﬂg%%'rnglﬁi/ Check temp. difference Replace strainer for
Outdoor Unit [ between inlet and outlet outdoor unit or
Strainer of strainer. indoor unit.
Clogging .
gf Suction —> gpsglél;(ir:r% difference Remove clogging.
ipe ’
Excessivel Is outdoor unit heat -
Insufficient Low Y ~ exchanger clogged? Remove clogging.
Heating Suction
Operation Pressure o Check for any obstacles
Insufficient —| atinlet or outlet of Remove obstacles.
Air Flow to outdoor unit.

Is service space for

Secure sufficient

Exchanger | outdoor unit sufficient? service space.

“» [ Check outdoor fan speed. Replace fan motor.
Excessively
Low
Air Temp. to Checkforany Remove cause of
Outdoor Unit [ | short-circuited air to short-circuited air.
Heat outdoor unit.
Exchanger
Defrosting is heck thermi f hermi
Insufficiently > Chec t ermistor for Replace t prmlstor
Completed defrosting. for defrosting.

Transmission
Failure

Transmission

Check indoor unit

to Indoor Unit.

Failure S o Repair it according to
between lndlcgtlgg alar;n COdf ?13 alarm code “03”.
L.U. and O.U. on wired remote controller.
Insufficient Check wired remote . .
« » Repair it according to
— Power Supply controller LCD or “RUN “Service Manual”

indicator is turned OFF.

Failure of
Indoor Unit
PCB

Check that indoor unit
capacity is 0 in check mode
of outdoor unit PCB.

Replace indoor unit PCB.
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(1.1.6 Abnormalities of Devices)

Action
Phenomenon > Cause Check Item (Turn OFF Main Switch)
Check for filter clogging. »| Remove clogging.
IA'?SL;‘IﬁCient Check for any obstacles
| |(rj ov\btq atinlet or outlet of —| Remove obstacles.
] I-Teaotor nit indoor unit.
Exchanger
Check indoor fan speed. »| Replace fan motor.
Excessively
High Air
Check for any
. | | Temp.to N - Remove cause of
E>.<cesswely Indoor Unit [ shgrgcwcwtgd arr — short-circuited air.
. High Heat to indoor units.
Discharge Exchanger
Pressure
| | E);];erss;\éely Check refrigerant Correctly charge
Refrigerant cycle temp. refrigerant.
Insufficient Non-
Heating — | | Condensable Check each temp. Recharge refrigerant
Operation Gas in Ref. and pressure. after vacuum pumping.
Cycle
Clogging of
— Discharge — | Check for clogging. —| Remove clogging.
Pipe
. Check temp. difference
— [/Iea;gnzt;?grgg:\}ggil Valve between inlet and outlet Replace reversing valve.
8 & of reversing valve.
Malfunction
Excessively or Internal Check temp. difference
—| Low Suction [ Leakage from |—s| between inlet and Replace reversing valve.
Pressure sel\/el’smg outlet of reversing valve.
alve
“Motion Sensor is
Activation of activated” is indicated »| Itis normal
| Motion Sensor Control on wired remote :
controller.
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(1.1.6 Abnormalities of Devices)

Cabinets

Acti
Phenomenon > Cause — Check Item (Turn OFFCMlgir:] Switch)
Foreign Particles Inside . A Remove foreign
| Fan Casing Checkit by viewing. particles.
Indoor Unit Fan Runner . L Adjust position of
| Contacts Casing Checkit by viewing. fan runner.
Outdoor Unit Propeller Fan . L Adjust position of
| Contacts Shroud Check it by viewing. propeller fan.
| | Failure of Check each part is - -
) ) Installation tightly fixed. Tightly fix it.
Cooling or Heating
Operation with
Abnormal Sound [ Abnormal | | Liquid Ref. Check expansion valve
—>| Sound from Compression opening. Ensure superheat.
Compressor
\I;Vriaarkgreof Is there any abnormal
— g — | sound from inside of Replace compressor.
Internal
compressor
Comp. Parts
|, | Hamming Sound from Check surface of Replace magnetic
Magnetic Conductor contacts. conductor.
| | AbnormalVibration of || Checkeach fixing Tightly fix it.

SCrew.

Outdoor Fan
does Not Operate

Obstacles at Outdoor Fan

-

Check obstacles.

Remove obstacles.

1-31

even when

Compressor Wait for switching of In case that =

is Operating Prepgratory Stqte for »| reversing valve g reversing valve is not
Heating Operation (1to3 m%nutesj switched, check for

insufficient refrigerant.

Indoor Fan

does Not Operate . -

even when »| Disconnected Wire for > | Check wires. Correctly connect wires.

Compressor Indoor Fan

is Operating
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(1.1.6 Abnormality of Device (Motion Sensor))

TROUBLESHOOTING

Phenomenon

Cause / Check Item

Action
(Turn OFF Main Switch)

“Motion Sensor is activated”
is NOT Indicated on Wired
Remote Controller LCD.

Check connection of connector.

Connect it securely.

Operation Stops though
Someone is Present.

Check reaction rate (Check Mode 1: q1)
(Reaction rate is always 0%: abnormal)

Replace motion sensor.

Check connection of connector.

Connect it securely.

Operation Continues
though No One is Present.

Check reaction rate (Check Mode 1: q1)
(Reaction rate is always 100%: abnormal)

Replace motion sensor.

Check heat source (a moving object whose

temperature is different from atmosphere).

Remove it.

Check connection of connector.

Connect it securely.

HS2024573C
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1.2

Indoor unit number

Troubleshooting Procedure

(Refrigerant system-address number)

01-02

Alarm Reset

Alarm Code: 23

MODEL : F.08
IDU : PPIM-B18UFA1DQ
ODU  : PA$-18BUFASDQ1

Address

Installed unit number

The RUN indicator flashes.
® Theindoor unit number, alarm code, model code, and the connected number of indoor units are displayed

on the screen.

1.2.1 Alarm Code Table

When more than one indoor unit is connected,
press "<" or ">" to show other indoor units.

Code Category Content of Abnormality Leading Cause
Activation of Protection Device Activation of Float Switch
01 Indoor Unit . (High Water Level in Drain Pan, Abnormal Drain Pipe,
(Float Switch) - .
Float Switch or Drain Pan)
- . . Activation of PSH (Pipe Clogging, Excessive
02 Outdoor Unit Activation of .Protec_tlon Device Refrigerant, Insert Gas Mixing, Fan Motor Locking at
(Pressure Switch-High) : )
Cooling Operation)
03 Transmission Failure between Indoor and Incorrect Wiring, Loose Terminals, Disconnected Wire,
o Outdoor Blowout of Fuse, Outdoor Unit Power OFF
Transmission — - . -
04 Transmission Failure between Inverter PCB Inverter PCB - Outdoor PCB Transmission Failure
and Outdoor PCB (Loose Connector, Wire Breaking, Blowout of Fuse)
06 Voltage Abnormal Inverter Voltage Abnormal Inverter Board, Fan Controller, DM, CB
Excessive Refrigerant Charge, Failure of Thermistor,
07 Decrease in Discharge Gas Superheat Incorre.ct Wiring, Inco!'rect Piping Conngcpon,
Expansion Valve Locking at Opened Position
Cycle (Disconnected Connector)
Excessively High Discharge Gas Temperature at . . . .
08 Top of Compressor Chamber Shortage of Refrigerant, Leaking, Pipe Clogging
11 Sensor on Abnormal Inlet Air Thermistor Incorrect Wiring, Disconnected Wire, Wire Breaking,
13 Indoor Unit Abnormal Temperature Sensor in Indoor Tube | Short Circuit
19 Fan Motorgn Activation of Protection Device for Indoor Fan Fan Motor Overheat, Lockup
Indoor Unit Motor
20 Abnormal Compressor Thermistor Incorrect Wiring, Disconnected Wire, Wire Breaking,
22 Sensor on Abnormal Outdoor Air Thermistor Short Circuit
24 Outdoor Unit Abnormal Heat Exchanger Liquid Side Incorrect Wiring, Disconnected Wire, Wire Breaking,
Temperature (Te) Thermistor Short Circuit, Fan Motor Locking at Heating Operation
. . . Incorrect Capacity Code Setting of Combination
31 Incorrect Qapaaty Setting of Outdoor Unit and Excessive or Insufficient Indoor Unit Total Capacity
Indoor Unit
Code
35 System Incorrect Setting of Indoor Unit No. Duplication of Indopr Unit Nq. insame Ref. Group,
The number of the indoor unit is out of range.
36 Incorrect of Indoor Unit Combination Outdogr unit anq mdoor unit are different tier, brand
exception combination.
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(1.2.1 Alarm Code Table)
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Code Category Content of Abnormality Leading Cause
Activation to Protect System from Excessively Insufflcllent Refrlgerapt, Refrigerant P!p_lng, Clogging,
- Expansion Valve Locking at Open Position (Loose
47 Low Suction Pressure . -
. . Connector), 0.U. Fan Motor Locking at Heating
(Protection from Vacuum Operation) :
. . Operation
Protection Device - - -
Excessive Refrigerant, Heat Exchanger Clogging,
48 Activation of Overcurrent Protection Incrgasmg Pressure by Abnormality of Cycle -
Portions, Abnormal Compressor (Overload, Locking,
Overcurrent)
51 Abnormal Current Sensor for Inverter Current Transformer Wiring Error, Abnormal Outdoor
Board or Inverter Board
53 Activation of Transistor Module Protection Abnormal Inverter (Overload, Overcurrent, Abnormal
Inverter Device Rotation, Activation Failure), Compressor Failure
54 Abnormal Inverter Fin Temperature Fin Thermlstor Failure, Heat Exchanger Clogging. Fan
Motor Failure
55 Inverter Failure Inverter PCB Failure
Disconnected Transition Wiring for Fan Motor,
57 Outdoor Fan Abnormal Fan Motor Abnormal Fan Motor or Terminal for Inverter, Incorrect
Wiring
‘ Activation of Protection Device Activation of PSL(Refrigerant leakage, |nt§rnal
58 Outdoor Unit . blockage of the system, and Pressure Switch-Low
(Pressure Switch-Low) L.
wiring breakage)
bo Indoor Unit Model | Incorrect Setting of Indoor Models and No Setting of Unit Model, Incorrect Setting of Unit
Setting Capacity Model
b1 Outdoor Unit No. | Incorrect Setting of Unit and Refrigerant Cycle | Over 64 number is set for address or refrigerant
Setting Number Cycle.
b3 System Incorrect Comblnat'lon of Indoor Unit and Indoor unit, remote control switch not match
Remote Control Switch
This alarm code appears when the following alarms
EE Compressor Compressor Protection Alarm occurs three times within 6 hours.
02,07, 08, 47
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1.2.2 Troubleshooting by Alarm Code

[
{

Alarm )
Code )

{ Activation of Protection Device (Float Switch) in Indoor Unit

e The RUN indicator (Red) flashes.

e Thealarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when the contact between #1 and #2 of CN14 is opened for over 120 seconds

during the cooling, dry, fan or heating operation.

Is DC12V applied between #2 of CN14

and GND?

Q Yes

Failure of I.U. PCB

CN4  THU1 THM4 CN14 THMS

THM3_ THM2_ THM1

L Jlogll ||

2

Activation of Float Switch (FS)
or Incorrect Wiring

Indication on Outdoor Unit PCB

i A
RN
CN6
Alarm Code
ON5 @ L___ UnitNo. of
RSW2 Malfunctioning Indoor Unit
\\ / GND @
f‘e RSW1
GN17 o
Action
Phenomenon > Cause —> Check Item —> (Turn OFF Main Switch)
Clogging of .
- . : Check drain pan. - -
High Drain Drainage . Remove foreign particles
| Level Up-Slope Check dralntage by clogging drainage.
Drain Piping pouring water.
. Check continuity when o
Activation of — Failure | drain levelis lov{. —| Replace float switch if faulty.
Float Switch
[ Failure Of | | antact Measure resistance with Repair looseness and replace
Float Switch Failure tester. connector.
Incorrect . . .
Connection Check connection. —| Repair connection.
. . Check PCB in -
Failure of Indoor Unit PCB —> self-checking mode. —| Replaceitif faulty.
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Alarm
Code

" ”’-' Activation of Protection Device (Pressure Switch-High) in Outdoor Unit

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% This alarm code is displayed when the protection device (Pressure Switch-High: PSH) is activated during the

compressor operation (Y52C: ON).

No

<Is it connected to PCN401 of O.U. PCB? >—

Plug connector to PCN401
correctly.

QYes
No Is fasten terminals No

Is there continuity between #1-#3
. . for PSH connected
of PCN401 during operation stoppage? to PSH correctly?

Plug fasten terminals to PSH
correctly.

Yes Yes

Normal |:>
0.U.PCB

Check activation of following
safety devices.

Remove cause after checking.
PSH: 602Psig[4.15MPa](R32)

V
No

Does Relay turn — Is protective device
ON when starting? still operating?

Yes
Does Relay turn No .
onormorethon ) I | il of Relzy
3 seconds?

Yes

Normal O.U. PCB

U

Check activation of following safety devices.
Remove cause after checking.
PSH: 602Psig[4.15MPa](R32)

HS2024573C
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Action

Activation of

Phenomenon — Cause Check Item
(Turn OFF Main Switch)
Reduce heat load or
Calculate heat load. use a larger unit.
Check for hot air near . .
. ) Make circulation better.
Excessively High Temp. ceiling (Heating).
—> Air to Indoor Unit
Heat Exchanger Check for short Remove short-circuited
circuited air (Heating). air.
Check for other Remove heat source
heat source. )
Failure of I\p/IreeissLLerrzdlscharge
B E;ﬁizﬂre Check continuity after Replace it if faulty.
decreasing of pressure.
Failure of
—>| Pressure | | Contact Measure resistance Repair looseness.
Switch-High Failure with tester. Replace connector.
— Igcorrect. Check connection. Repair connection.
onnection

Overcharged Refrigerant

Check cycle operating
temp.

Charge correct amount
of refrigerant.

Contamination of
Non-condensable Gas into
Refrigerant Cycle

Check ambient temp.
and pressure.

Recharge refrigerant
after vacuum pumping.

Clogging of Discharge Pipe

Check for clogging.

Remove clogging.

Liquid line stop valve or gas line
stop valve is not fully opened.

Check stop valves.

Fully open stop valves.

Pressure Switch-High| [

due to Excessively

High Discharge

Pressure
e
—
>
—

Insufficient Air Flow to
Heat Exchanger

Cooling: O.U. Heat Exchanger
Heating: I.U. Heat Exchanger

Check for clogging of
heat exchanger.

Remove clogging.

Check for dust on
air filter.

Remove dust.

Check for any obstacles
atinlet or outlet of
heat exchanger.

Remove obstacles.

Check service space
is sufficient.

Secure sufficient service
space.

Check fan motor speed.
Cooling: Outdoor Fan
Heating: Indoor Fan

Replace fan motor
if faulty.
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Alarm x - Transmission Failure between Indoor Unit and Outdoor Unit
Code ) 1

—

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

Y When fuses are melted, or the circuit breakers are activated, check the cause of overcurrent and take
necessary action.

This alarm code is displayed when an abnormal condition continues for 3 minutes after normal transmission
between indoor units and outdoor units, and also the abnormal condition continues for 30 seconds even after
the micro-computer is automatically reset. If transmission failure occurs from the beginning, the alarm code
is displayed after 30 seconds from start up.

% This alarm code may be displayed when the inverter or the fan motor is malfunction and the outdoor unit
cannot secure the power source (No indication on the 7-segment display of outdoor unit PCB).
In this case, surely check the inverter fan motor and the continuity of fuse on the circuit.
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<09K~24K>

Is DSW5-1P
(Terminating Resistance)
on O.U. PCB ON?

QYes

Is LED1 (red) on
0.U. PCB ON?

ittt

<:|

Remove connector
“TB21” of PCB. *1)

<

Reconnect connector
“TB21” of O.U. PCB.

<SLED4 (yellow) on I.U.PCBon

<

-

Is LED4(yellow) on I.U. PCB
flashing more than once
in 10 seconds.

QYes

<Does refrigerant system

No. setting of I.U. correspond
to that of LU?
( I.U. DSWS
0.U.: DSW4

QYes

| Failure of .U. PCB |

e
) e
s

1-39

No

Is 208/230V between
L1and L2 (N) on TB1?

<
Q Yes

Is fuse F1,F 2 on O.U. PCB
blown out?

No

0.U.: Outdoor Unit

Yes

—>

Is LED4(yellow) ON even if
connector "TB2" of I.U. PCB
is removed?

I.U.: Indoor Unit
N
Set it correctly.
Check power source
for outdoor unit .
Outdoor
Unit
Failure of PCB*3)
/s
N
Failure of .U. PCB
Check wiring between
0.U.and I.U. or fuse Indoor
for1.U. PCB and O.U. Unit
PCB. Replace fuse if
it fails.
Set them correctly.
/s
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<30K~48K>

TROUBLESHOOTING

0.U.: Outdoor Unit
I.U.: Indoor Unit

Is DSW5-1P No
(rerminating Fesistance) ) >
on 0.U. PCB ON?

QYes

Set it correctly.

N
Is LED4 (red) on Is 208/230V between °
0.U. PCBON7 L1 and L2 (N) on TB1?
OYes

Is fuse FU1 for 30K~48K
on 0.U. PCB blown out? >

Check power source
for outdoor unit .

Failure of Inverter PCB

No
Is fuse EFR1, EFR2 for 30K~48K No Outdoor
\/ on 0.U. PCB blown out? Yes Unit
Remove connector Is DC fan motor faulty? E> Failure of DC Fan Motor *2)
“TB21” of PCB. *1)
Is LED3 (yellow) :
on O.U. PCB ON?
Yes
[ :
Failure of PCB *3)
o, s —
on O.U. PCB flashing?
QYes
Reconnect connector
“TB21” of 0.U. PCB.
Yes \
Yes Is LED4(yellow) on even if '\ Yes
Is LED4(yellow) on I.U. PCB ON? |:> connector "TB2" of .U. PCB Failure of 1.U. PCB
is removed?
Indoor
iri Unit
Is LED4 (yellow) on IU. PCB ghjcgn"é'lr'ﬂg;’ffz"zze”
A —
10 seconds. PCB. Replace fuse if
QYes it fails.
Does refrigerant system
No. setting of I.U. correspond
tothatof 112 E—— | - ety
I.U. : DSW5
0.U.: DSW4
QYes
| Failure of 1.U. PCB | /
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Phenomenon >

Cause

Check Item

Action
(Turn OFF Main Switch)

Power Failure of No Power Supply

Measure voltage with
tester.

Supply power.

Melted Fuse for
Power Source

Short Circuit between Wires

Check for breakage
of insulation.

Remove cause of
short circuit.

Replace fuse and/or
1.U./0.U. PCB if faulty.

or Activation of

Outdoor Unit
Breaker

Ground Fault

Measure insulation

Remove cause of
short circuit to ground.

resistance. Replace fuse and/or
1.U./O.U. PCB if faulty.
Check for breakage Remove cause of
—| Short Circuit between Wires of insulation g short circuit and

replace fuse.

Melted Fuse for
DC Power Supply —
(Outdoor Unit)

Ground Fault of
DC Fan Power Supply Line

Measure insulation
resistance.

Remove cause of
short circuit and
replace fuse.

18~24K: F1 on 0.U.PCB| |

30~48K : FUL, EFRIL, -
EFR2 on O.U.PCB

Failure of Outdoor Unit
Fan Motor

Measure resistance
between wires and
insulation resistance.

Replace fan motor
and fuse.

Incorrect Power Supply
Circuit of 0.U. PCB

Check 0.U. PCB
output. *3)

Replace fuse.

Incorrect Power Supply Circuit of 0.U. PCB

Measure O.U. PCB
output. *3)

Replace O.U. PCB.

Disconnected

Between Outdoor Unit and

Check continuity of

Failure of 1.U./O.U.PCB

\é\lcl)rnetsa,ct Failure Indoor Unit wires. Replace or repair
or Check for looseness wires, tighten screws
| . of connection screws. or correct wires.
ncorrect Power Source Wiring for Check terminal Nos.
Connection Outdoor Unit
Disconnected Wires to Check connection. Correctly connect wires.
. I.U./O.U. PCB
Failure of
0.U.and I.U.PCB

Replace it if faulty.

Incorrect Wiring

[ E S B S

Disconnected Wire Contact
Failure

Check continuity and

looseness of connection

SCrews.

Replace wires, repair and
tighten screws.

Incorrect Wiring

Check terminal Nos.

Correctly connect wires.

*1): Inthe case that the end terminal resistance (DSW5-1) is set to OFF for H-LINK connection, set the end
terminal resistance to ON when TB21 is disconnected. Set the end terminal resistance to OFF when TB21 is

reconnected.

*2): Refer to the item 1.2.3 “Checking Method for Outdoor Unit PCB (PCB1)” about troubleshooting.

*3): Surely perform the troubleshooting of DC fan motor.

If DC fan motor fails, the normal inverter PCB may be damaged.
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Alarm
Code

A
U

Transmission Failure between Inverter PCB and Outdoor Unit PCB

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed after the operation is stopped when the transmission failure occurs between the
inverter PCB and the outdoor unit PCB.

<09K~24K>

U

on the 7-segment display of

outdoor unit PCB.

< Is the alarm code displayed

Q Yes

Faulty PCB

HS2024573C

Power source ON.

> No (LED10 Blinks)

| Normal PCB
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<30K~48K>

No
Is fuse (FU1) of outdoor unit — If fuse is melted, replace it.
normal? 3 Check cause of fuse burnout.
QYes

Remove connector CN6 on
0.U. PCB. Power source ON.

Y%

No (LED2 ON or OFF.)
Is LED2 (Yellow and Green)
on O.U. PCB flashing?

Q Yes

Reconnect connector CN6
on O.U. PCB.

\Y%

< o (LED2 remains ON or OFF.)

Failure of O.U. PCB

Is LED2 (Yellow and Green)
on O.U. PCB flashing?

QYes

Does flashing speed
{ peestehingpeed e >— Power source OFF
QYes Q

IPM is normal. Remove connectors PCN201, PCN202
Check electrical wiring again. and CN201, CN202 on inverter PCB.

Y%

Power source ON.

*l)

Are resistances R115 and R116
forinrush current prevention
on inverter PCB normal?

Yes

Faulty DC Fan Motor

Faulty Inverter PCB

. Y

Is DC fan motor normal? Are fuses FU1 on O.U. PCB Abnormal
Check it by troubleshooting in and EF1 on inverter PCB for

item 1.2.6 “Checking Method of fan motor protection normal?, Replace Fuses (EF1).
DC Fan Motor for Outdoor Unit”.

Q Normal O Normal

Faulty Inverter PCB | Faulty DC Fan Motor |
Incorrect Wiring

Faulty DC Fan Motor

*1): Surely perform the troubleshooting of the resistance for inrush current prevention (R115/R116) on inverter
PCB. If the resistance for inrush current prevention (R115/R116) fails, the transmission failure occurs.

*2): Surely perform the troubleshooting of DC fan motor.
If the DC fan motor fails, the normal inverter PCB may be damaged.

*3): Perform the troubleshooting of the fuses “FU1” on O.U. PCB and “EF1” on inverter PCB for fan motor
protection. If the fuses for fan motor protection fail, DC fan motor is not operated normally.
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Alarm

-
Code X

‘~
-

Abnormal Inverter Voltage

(Insufficient Inverter Voltage or Overvoltage)

e The RUN indicator (Red) flashes.
e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% When either insufficient voltage or overvoltage is detected between the terminal #1 - #3 of PCN202 (P-N Line)
for the DC fan motor power supply on the inverter PCB 3 times in 30 minutes, the operation stops and this
alarm code is displayed. If this occurs less than 3 times in 30 minutes, the operation is automatically retried.

<09K~24K >

| Restartoperation. |

No
Is power supply voltage
208V/230V+10%?

Q Yes

No
Is voltage over 176.8V >

during operation?

Q Yes

operation by operation

of other apparatus?

'No

Yes
Does LED1 on PCB ON? >

<Does voltage fall during IYes

No

How is

compressor
operation?

Frequency can
increase higher
than 60Hz.

Compressor stops
immediately.
(lower than 15Hz)

Compressor stops
when frequency

20Hz to 60Hz)

Check wiring and cable
capacity.

>( Isrelay operated normally?>

Q Normal

PCBis faulty. Replace it.

[
(I
increase. (Approx. :>

Check wiring of PCB. *2)
If all wirings are normal,
PCBis faulty. Replace it.

PCB is faulty. Replace it.

*1): If there is high residual voltage, make sure to perform high voltage discharge according to the item 1.2.4 (2)

“Checking Method for Rectifier Circuit”.

*2): For maintenance, check the wiring connection according to the item 1.2.4 (3) “Checking Method for Inverter

Module”.

HS2024573C
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<30K~48K >

| Restartoperation |

Is power supply voltage
208V/230V + 10%?

Q Yes

Yes

Does voltage fall during
operation by operation of |

other apparatus”

PCB ON after relay is compressor
turned ON?

operation?

Is power supply voltage
over 176.8V during
operation?

Does LED201 on inverter > Yes How is

No

J

Frequency can
increase higher
than 60Hz.

L

Compressor stops
immediately.
(lower than 15Hz)

Compressor stops
when frequency

increases. (Approx.

20Hz to 60Hz)

-

* Be careful especially because of high voltage.

Yes
Is DC voltage over 250V? |:>

Inverter PCB is faulty.

Replace it.

No

Check wiring and wire sizes.

:> <s relay operated normally?>

Q Normal

Inverter PCB is faulty.
Replace it.

*2)

Check wiring of inverter PCB.

*1): If there is high residual voltage, make sure to perform high voltage discharge according to the item 1.2.4 (2)

“Checking Method for Rectifier Circuit”.

*2): For maintenance, check the wiring connection according to the item 1.2.4 (3) “Checking Method for Inverter

Module”.
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Alarm 71071 o
Decrease in Discharge Gas Superheat
Code [ & P

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% If the discharge temperature of the compressor is below the estimated condensing temperature for 30
minutes during operation, the compressor stops and then the operation is automatically retried after 3
minutes. If this occurs again twice in the next 120 minutes, this alarm code is displayed.

% This alarm code is displayed when an abnormality cannot be detected by the step-out detection, caused by
locking of compressor shaft.

No
0.U.: Outdoor Unit - -
Does compressor operate?
.U Indoor Unit < p p > | Failure of Compressor |
v See "Alarm Code 20" for
Q es the thermistor resistance.
Is thermistor THM9 correctly No
installed on the discharge -l Install it correctly. |
pipe of compressor?
Q Yes
- - - Heating
Is it at cooling or heating
mode when alarm |:>| Heating Operation |
has occurred?
Q Cooling
| Cooling Operation |
Check expansion valve opening Check expansion valve opening
and temperature on the discharge and temperature at top of
pipe of compressor by 0.U. PCB. compressor by 0.U. PCB.
(Seeitem 1.2.8.) (Seeitem 1.2.8.)
- - No
Is expansion valve opening Is expansion valve opening
lower than 300 pulse? lower than 300 pulse?
Q Yes ] Yes
No Is connector on
0.U. PCB(relay connector) A
Plug connector correctly. - for expansion valve connected <‘
correctly?
Q Yes
No
Does outdoor fan motor -l Replace outdoor fan motor.
operate normally?
Q Yes
fi l L
I - -
< Csh;ergr:e%e;ant appropriately >- Charge correct amount of refrigerant.
Yes
Y [ Repair teaks of
— epair leaks of gas.
< Is gas leaking? > |:> Correctly recharge refrigerant.
X
Remove cause of short circuit of
discharge air to air intake of indoor
and outdoor unit.
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Alarm 1 l_'l Excessively High Discharge Gas Temperature
Code Lt on Discharge Pipe of Compressor

e The RUN indicator (Red) flashes.

e Thealarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% This alarm code is displayed when the temperature at the top of the compressor is above 239°F(115°C) for 10

minutes or above 257°F(125°C) for 5 seconds during cooling/heating operation.

Is thermistor THM9 on the No
discharge pipe of compressor _l Failure of Thermistor |
normal?

See "Alarm Code 20" for the

OYQS thermistor resistance.
Is thermistor THM9 installed\, _N© :
correctly on the discharge pipe _l Install it correctly. |
of compressor?

QYes
Yes

< Is gas leaking? >|:>| Repair gas leakage. |
v i

Recharge refrigerant. <

Thermistor on Discharge

Discharge Pipe of Pipe of Compressor (THM9)

200 | Compressor \
R25=200kQ

Thermistor B=3920k

Resistance
72.3
\\ 13.4

(kQ) 100
\=6.5
32 77 122 212 257 302
Ambient Temperature (°F)

Thermistor Characteristics
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Alarm
Code

(|
[

(Inlet Air Thermistor)

Abnormality of Thermistor for Indoor Unit Inlet Air Temperature

e The RUN indicator (Red) flashes.

e Thealarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when a short circuit (0.24kQ or less) or disconnection (840kQ or more) of the
thermistor is detected during heating or cooling operation. The operation automatically restarts when the
malfunction is removed.

Is thermistor THM1
(for inlet air temp.)
connected to THM1
of I.U. PCB?

No

QYes

Is resistance of THM1
between 0.24kQ and
840kQ0)?

No

Q Yes

Failure of I.U. PCB |

)

-l Connect them. |

Failure of Thermistor

Inlet Air Thermistor

Action
Phenomenon > Cause > Check Item —> . .
u (Turn OFF Main Switch)
Failure Check resistance. L—» | Replace thermistor if faulty.
Failure of Inlet Air
Thermistor
Incorrect Connection Check connection. —| Correctly connect wires.
. o Replace I.U. PCB and .
Failure of I.U. PCB & check operation. —| Replace I.U. PCB if faulty.
90
82
80 \
70
61
60 \
Thermistor  gq c
Resistance N
(kQ) 40 3
30 57 Indication on Outdoor Unit PCB
\ 205 (Alarm Code 11 ~ 19)
20 16 - -
s, =R
0 —~53 | | s 25 L (|
“ [
5 14 23 32 41 50 59 68 77 86 95 104 113 122 131 140 Alarm Code
11~19
Ambient Temperature (°F) . ( )
| UnitNo. of
Thermistor Characteristics Malfunctioning Indoor Unit

NOTE:

e Thisfigureis applicable to the following thermistors.
1. Inlet Air Thermistor (THM1)
2. Freeze Protection Thermistor (Freeze Protection) (THM3)

HS2024573C
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Alarm ]
Code {

_
-l

Abnormality of Thermistor for Coil Temperature
at Indoor Unit Heat Exchanger (Freeze Protection Thermistor)

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when a short circuit (0.24kQ or less) or disconnection (840kQ or more) of the
thermistor is detected during heating or cooling operation. The operation automatically restarts when the
malfunction is removed.

Is thermistor THM3
(for freeze protection)
connected to THM3 of

[.U. PCB?

@(es

Is resistance of THM3
between 0.24kQ and

840kQ?

Yes

| Failure of 1.U. PCB |

No

.l Connect them.

No

. Failure of Thermistor

Refer to "Alarm Code 11"
for thermistor resistance.

Freeze Protection Thermistor

@

®

Action

Phenomenon Cause Check Item (Turn OFF Main Switch)

. i i Replace thermistor if faulty.
Failure of Failure Check resistance. p y
Freeze Protection
Thermistor . . .

Incorrect Connection Check wiring to I.U. PCB. Correctly connect wires.

Failure of I.U. PCB

Replace I.U. PCB and
check operation.

Replace I.U. PCB if faulty.
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/élc?c:;n ” '-" Activation of Protection Device for Indoor Fan Motor

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when the indoor fan motor rotates with less than 70rpm for 5 seconds three
times in 30 minutes during the operation.

VCCO5 LED20P GND VCC13 VCC15VDC-VDC+

C Occurrence of ) Acn“TI““

Alarm Code “19”

+ Perform the following check after setting
Q the air flow volume to “HIGH”.
« Ahigh voltage is applied to electrical parts.
Perform the check carefully to prevent
an electric shock.

»
¥
i
;
i
L
{

Check connectors TB1, FAN,
DCL1 and DCL2 on I.U. PCB.

Q NOTE:
Turn OFF the power source securely

Check that 208/230V is before connector checking.
applied between If not, it may cause DC fan motor failure.

L1 and N1 of TBL. (Built-in PCB for DC fan motor may be damaged.)

\V4 ¢ T8l
The electrical source for I.U. PCB

Yes is not supplied when LED20P
] is turned OFF. I
|:>| Failure of LU.PCB | »>| Replacel.U.PCB.

No
' (*2)

Measure the voltage between

- ] VDC+ and VDC- with a tester. [
|:>| Failure of .U. PCB »| Replacel.U. PCB.
| (Normal Voltage: DC280V) |

' No *3)

Measure the voltage between
No VCC15 and VDC- (15V+10%) with a tester.

Is LED20P on I.U. PCB OFF?(*1)

Is DC power of FAN driver
PCB normal? (*2)

Is DC power output of I.U. .l Failure of LU.PCB | »| Replacel.U. PCB.
PCB normal? (*3) | |
QYes (*4)
Measure the voltage of the following check points with a tester.
No Between VCCO5 and GND: 5V+4%

Is DC power output of I.U.
PCB normal? (*4)

" ] Between VCC13 and GND: 13.1V+10% I
.l Failure of LU.PCB | >|  Replacel.U.PCB.

Does Fan
Motor run?

'No

| Failure of I.U. PCB |

v

| Replace I.U. PCB. |
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)
DN

Alarm
Code

Abnormality of Thermistor on the Compressor Discharge Pipe

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when a short circuit (0.9kQ or less) or disconnection (5946kQ or more) of the
thermistor is detected during heating or cooling operation.

No
Is thermistor connected .l C tit
to THM9 of 0.U. PCB? onnect it
l
QYes 200 R25=200kQ
- No Thermistor B=3920k
Is resistance of THM9 Resistance
within range shown in . Failure of Thermistor kq) 100 N
“Thermistor Characteristics”? \723\
14.2
Yes e
| Failure of O.U.PCB | 32 77 122 212 257 302
- Ambient Temperature (°F)
Thermistor Characteristics
Action
Phenomenon Cause —> Check Item ™| (Turn OFF Main Switch)
Failure of Failure —| Check resistance. Replace thermistor if faulty.

Thermistor for

Discharge Gas Temp.

on Discharge Pipe
of the Compressor

Incorrect Connection

Check wiring to 0.U. PCB.

Repair wiring and connection,

Failure of 0.U. PCB

Replace O.U. PCB and

Replace O.U. PCB if faulty.

check operation.
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Alarm :l
Code N

Abnormality of Thermistor for Outdoor Air Temperature

(Outdoor Unit Ambient Thermistor)

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when a short circuit (0.2kQ or less) or disconnection (500kQ or more) of the
thermistor is detected during heating or cooling operation.

Is thermistor THM7
connected to THM7
(Ta, color: red) of

No

-l Connect them.

Outdoor Unit
Ambient Thermistor

0.U. PCB?
QYes N
Is resistance of THM7 No -
between 0.2kQ and - Failure of Thermistor
500kQ?
QYes
|| |
| Failure of 0.U. PCB | L+—T1T |
S~~~ — —
Y
\\—%/
Action
Phenomenon > Cause — CheckItem | (Turn OFF Main Switch)
Failure of Failure —| Check resistance. —| Replace thermistor if faulty.
Thermistor for
Outdoor Air Temp. . . L .
Incorrect Connection —| Check wiring to 0.U. PCB. —| Repair wiring and connection.
. Replace O.U. PCB and ;
Failure of 0.U. PCB —| check operation. —»| Replace O.U. PCB if faulty.

HS2024573C

Thermistor
Resistance
(kQ)

90

80

70

60

50

40

30

20

10

0

2.5

74
56
43
33
26
20
16
12.5
S~ 10 | o o
1| 36

5 14 23 32 41 50 59 68 77 86 95 104 113 122 131 140

Ambient Temperature (°F)

Ambient and Evaporating Temp. Thermistor Characteristics
for Outdoor Unit
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éfg;ﬂ '-’ '-" Abnormal Heat Exchanger Liquid Side Temperature (Te) Thermistor

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed when a short circuit (0.2kQ or less) or disconnection (500kQ or more) of the
thermistor is detected during heating or cooling operation.

Is thermistor No
connected to THM8 -l Connectit.
(Te) of 0.U. PCB?

QYes
No

Is resistance of . -
thermistor between - F?]IIU reo
0.2k and 500kQ? Thermistor

Q Yes

| Failure of O.U. PCB |

Thermistor for
Evaporating Temperature

Acti

Phenomenon > Cause —> Check Item —> (Turn OFFCMI:il:l Switch)
Failure.of Failure —| Check resistance. —| Replace thermistor if faulty.
Thermistor
for Evaporating
Temperature -,
durilgg Heating Incorrect Connection —| Check wiring to O.U. PCB. || Repair wiring and connection.

. Replace O.U. PCB and .
Failure of 0.U. PCB —| check operation. —| Replace 0.U. PCB if faulty.

90

80
74

70 \
60
Thermistor

. 50
Resistance 43

kQ) 40

56

33

30 26

20

20
16
~2 125 4 .

10 — 53]

1
— 25

0
5 14 23 32 41 50 59 68 77 8 95 104 113 122 131 140

Ambient Temperature (°F)

Ambient and Evaporating Temp. Thermistor Characteristics
for Outdoor Unit
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Alarm 1
Code a1

Incorrect Capacity Setting of Outdoor Unit and Indoor Unit

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% This alarm code is displayed when the indoor unit capacity is outside the range of 80% to 120% of the

capacity of the combined outdoor unit.

Is the setting of DSW2 on
0.U. PCB set correctly??

Q Yes

Is the setting of DSW3 on
I.U. PCB set correctly?

Q Yes

Unit capacity of indoor
unit is wrong.

No
No

Set function setting b0,
b1, b2 on 0.U. PCB.

Set the DSW3 on I.U. PCB.

Phenomenon > Cause

Check Item

Action
(Turn OFF Main Switch)

Incorrect Capacity Setting of Indoor Unit

\/

Check combination of
indoor units and capacity
setting on |.U. PCB.

Correctly set dip switch,
set the DSW3 on I.U. PCB.

Incorrect Capacity Setting of Outdoor Unit

\

Check capacity setting on
O.U. PCB.

NOTE:

Correctly set dip switch,
function setting b0, b1, b2
on 0.U. PCB.

e Inthe case of H-LINK system, this alarm code may be displayed when DSW4 (for refrigerant cycle No. setting) on
the outdoor unit PCB and DSWS5 (for refrigerant cycle No. setting) on the indoor unit PCB are not set correctly. In
this case, turn OFF the power source and set them correctly, and turn ON the power source again.
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Alarm
Code

C

_l
(N

Incorrect Setting of Indoor Unit and Outdoor Unit Number

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed in 5 minutes after power-on of outdoor unit, if the indoor unit No. set by DSW6 in
the same refrigerant group duplicates.

% This alarm code is displayed when 4 or more indoor units are connected to one outdoor unit.

% This alarm code is displayed when the refrigerant cycle No. and the address setting value are 64 or more. (The
alarm code “b1” is displayed on the wired remote controller.)

NOTE:

e In the case of H-LINK system, this alarm code may be displayed when DSW4 (for refrigerant cycle No. setting) on
the outdoor unit PCB and DSWS5 (for refrigerant cycle No. setting) on the indoor unit PCB are not set correctly. In
this case, turn OFF the power source and set them correctly, and turn ON the power source again.
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Alarm ) () Activation to Protect System from Excessively Low Suction Pressure
Code (1 (Protection from Vacuum Operation)

—

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% Inthe case that the evaporating temperature (Cooling: Freeze Protection [Liquid Refrigerant Piping
Temperature] of Indoor Unit, Heating: Evaporating Temperature of Outdoor Unit) is lower than -34.6°F(-37°C)
and the temperature at top of compressor is maintained higher than 194°F(90°C) for 10 minutes, the operation
is retried to perform 3 minutes after the compressor is stopped. However, when the abnormality is detected 3
times in one hour, this alarm code is displayed.

Is thermistor THMS (for pipe
temp.) connected to connector -l Connect them. |
THMS8 of O.U. PCB?
QYes
Is thermistor THM3 (for freeze No
protection) connected to connector -l Connect them. |

THM3 of I.U. PCB?

QYes
Are thermistor THM3 (for I.U.
freeze protection) and THM8 (for -l Failure of Thermistors |

0.U. pipe temp.) normal?

Yes No
|_I >< Is gas leaking? >-

Recharge refrigerant.
QYes
| Repair gas leakage. |£>
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Freeze Protection
Thermistor of .U.
and Evaporating
Thermistor of 0.U.

Phenomenon NN Cause Check Item (Turn oF/;CI\t/llgir; Switch)
Failure of Failure Check resistance. Replace thermistor if faulty.

Incorrect Connection

Check wiring to 0.U.and
I.U. PCB.

Repair wiring and connection.

Failure of 0.U and I.U. PCB

Replace PCB and check
operation.

Replace PCB if faulty.

Excessively Low

Liquid line stop valve is not fully

opened.

Check stop valve.

Fully open stop valve.

Suction Pressure |

Failure or Malfunction of
Expansion Valve

Check for clogging.

Remove clogging.

Check connecting
wiring and connectors.

Replace connectors.

Check operating sound
from coil.

Replace coil.

Check discharge gas

Heating Operation

and insulation resistance.

(in Vacuum) thermistor (THM9). Correctly install it.
Check discharge gas
thermistor (THM9) is Correctly install it.
correctly installed.
Check ambient temp. and Charge refrigerant after
pressure. vacuum pumping.

Refrigerant Leakage Charge correct amount of
Check for any gas leakage. refrigerant after repairing
gas leakage.
Failure of M st ¢ coil
Outdoor Fanin — Failure of MOF easure resistance of col Replace fan motor if faulty.
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Activation of Overcurrent Protection Device for Inverter

Compressor
trips

immediately.

—>

Restart operation.

Compressor
trips after
few minutes.

N —

No
Is supply voltage AC

208/230V+10%?

PN

Yes

<3

Is voltage higher than
170V during operation?

PN

Yes

<@

. No
Is voltage higher than

170V at any time?

Q Yes

Is compressor
running current
same as operating
current?

No

P N\

Compressor

does not trip.

Turn OFF power source
and disconnect U, V, W
from compressor terminals,

Is there any cause
of instantaneous
voltage decrease?

>

Compressor
trips.

[

|_| Yes

>

Is refrigerant

overcharged?

>
' No

>Yes
I

Is expansion valve of I.U.
open-locked in cooling operation?
Is expansion valve of O.U.
open-locked in heating operation?

No

No

>

Yes

Is discharge

NOTE:

>( e

pressure high?

——>
>
>
I

0.U.: Outdoor Unit
I.U.:  Indoor Unit

Check compressor.

Check capacity and
wiring of power source.

Replace inverter PCB.

Check capacity and
wiring of power source.

Charge refrigerant
correctly.

Replace expansion
valve.

Check compressor.

Check stop valve
and expansion valve.

Check clogging
of heat exchanger.

Check fan motor.

e The maintenance and replacement for inverter PCB should be performed surely according to the item 1.2.4 (3)
“Checking Method for Inverter Module” after performing the voltage discharge work.
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Alarm ||
Code a1

Abnormality of Current Sensor

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% This alarm code is displayed when the following condition occurs 3 times in 30 minutes. If this occurs less
than 3 times in 30 minutes, the operation is automatically retried.

Condition of Activation:

(1) When the compressor frequency pass through the switching frequency, one of the effective value of
running current at each phase is less than 1.5A (including 1.5A).
(2) The wave height value of running current for the phase positioning is less than 5A before the compressor is
started (at completing the phase positioning).

| Restart operation. |

£>

Compressor stops I:>
immediately at switching Hz.

How does compressor
operate when restarted?

Compressor does not operate.
“P7” indication appears. *1)

U

<

Inverter PCB is faulty.
Replace it. *2)

No
Is coil resistance of comp. -l Replace comp.
normal?

U Yes

Abnormal

<

Check inverter PCB. >-| Replace inverter PCB.*2) |

*1) Theindication appears on 7-segment display of the outdoor unit PCB.

*2) The maintenance and replacement for inverter PCB should be performed surely after performing the voltage
discharge work according to the item 1.2.4 (2) “Checking Method for Rectifier Circuit”.
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Alarm
Code

1

T 7 Activation of Transistor Module Protection Device

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% IPM (Transistor Module) of inverter PCB has detecting function of abnormality. This alarm is displayed when
any of the following conditions is met 7 times in 30 minutes. If this occurs less than 7 times in 30 minutes, the
operation is automatically retried.

Condition of Activation:

(1)
(2)

(3)
(4)

HS2024573C

An abnormal current is applied to the inverter transistor due to a short circuit, a ground fault or over
current.

The temperature at transistor module increases abnormally.

The control voltage decreases.

The angle difference between the shaft in compressor and the shaft in the control program exceeds
+60deg.
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0.U.: Outdoor Unit
I.U.: Indoor Unit

Inverter PCB is faulty.
Replace it.

Check compressor.
Replace it if faulty.

Compressor
stops
immediately. Turn OFF power,
(Ite=1, 12) disconnect U, V, W No Normal
Restart operation. |:> I;?migg?gzrr\ejizgta "t ’<Check compressor. >|:>
Does protecting
Compressor function activate? *3) Abnormal
stops after
few minutes. Yes Q It trips.
(Itc=1)
(Itc=21)*

Is supply voltage AC
208/230V+10%?

~—

Q Yes

Is voltage higher than
170V during operation

NN

?

NG

Q Yes

Is voltage higher than
170V at any time?

Q Yes

Is the compressor
running current
same as operating
current?

i

\/\/

No

Is heat exchanger

Yes
clogged? >| >

<

Remove clogging or
Replace heat exchanger.

G

No

Inverter PCB is faulty.
Replace it.

Check capacity and
wiring of power source.

* Refer to the item 1.2.8 (D
“Cause Code of Inverter Stoppage” for details.

)

|_| Yes

Is refrigerant

overcharged?

Charge refrigerant
correctly.

'No

Is expansion valve of I.U.

open-locked in cooling operation?
Is expansion valve of O.U.

Replace expansion valve.

open-locked in heating operation?

No

Check compressor.

No

—

Is discharge
pressure high?

Yes
N

Check stop valve
and expansion valve.

>

Check clogging of
the heat exchanger.

>

Check fan motor.

*1) The maintenance and replacement for inverter PCB should be performed surely after performing the voltage

discharge work according to the item 1.2.4 (2) “Checking Method for Rectifier Circuit”.
*2) The maintenance should be performed according to the item 1.2.4 (3) “Checking Method for Inverter Module”.
*3) Turn ON the No.1 switch of DSW1 on inverter PCB when restarting with disconnecting the terminals of the

compressor. After troubleshooting, turn OFF the No.1 switch of DSW1 on inverter PCB.

When this alarm code is displayed, the outdoor fan motor may be damaged.

Surely perform the troubleshooting according to the item 1.2.6 “Checking Method of DC Fan Motor for
Outdoor Unit”. If the fan motor is damaged, the normal inverter PCB may be damaged.
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Alarm 7~ ) . -
Code = Abnormality of Inverter Fin Temperature

e The RUN indicator (Red) flashes.

e Thealarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% When the following condition occurs 3 times in 30 minutes, the operation stops and this alarm code is
displayed. If this occurs less than 3 times in 30 minutes, the operation is automatically retried.

Condition of Activation:
The radiation fin temperature exceeds 185°F(85°C).

Yes
< giset:irttfr?;;?)tcl)ﬁg. >| >| Replace inverter PCB.*1) |

v

Yes
Is heat exchanger of | >| - — |
outdoor unit clogged? emove clogging.

No
| Replace inverter PCB.*1) |

*1) The maintenance and replacement for inverter PCB should be performed after performing surely the voltage

discharge work according to the item 1.2.4 (2) “Checking Method for Rectifier Circuit”.

HS2024573C
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Alarm )~ ) Inverter Failure

Code 1

e The RUN indicator (Red) flashes.
e Thealarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% The abnormality is detected when the actual frequency is NOT received over 10Hz from inverter PCB after
the inverter frequency is output from 0.U. PCB to inverter PCB. This alarm is displayed when it occurs three
times in 30 minutes. (The retry operation is performed up to the occurrence twice.)

Condition of Activation: This alarm is displayed when inverter PCB is in abnormal condition.

Turn off power after 09K~24K: LED1
or 30K~48K: LED201 on inverter
PCB is turned OFF and restart.

@ Inverter PCB is normal.
No ise Fi

Check the Noise Filter.

< Is Alarm 55 indicated? >_ If there is no abnormality,
the normal operation can

@YES be performed.

| Replace inverter PCB. |

NOTE:

e When the excessive surge current is applied to the unit due to lighting or other causes, this alarm code or the
cause code of inverter stoppage (Itc=11) will be displayed on the 7-segment display on 0.U. PCB and the unit
can not be operated. In this case, check to ensure the surge absorber (SA) on O.U. PCB. The surge absorber
may be damaged if the inner surface of the surge absorber is changed to black. If the surge absorber is
damaged, replace O.U. PCB. If the surge absorber does not have abnormality, turn OFF the power source
once and wait until turning OFF 09K~24K:LED1 or 30K~48K:LED201 on inverter PCB for approx. 5 min. Then,
turn ON again.

< Position of Surge Absorber (on O.U. PCB) >

<09K~24K >
Surge Absorber(SA)

[P feEEs NN HiT ACH )
maJR NN . ]ﬁj\ TEE ) ).

/" =

S_} ) n s ’)
HIGH VOLTAGE

—_— .

N30 84 9Nod
—

5
mmmmmmmm 5Df5DEJE uﬁm‘stffufuuf
D*uuuuusuguﬁﬁL T e mmjﬂgﬂg
(e

e Q
RED VHTEL ﬁ
THMQ WHITE Td THMB! e [REDHTHM7Ta™ ums

1-63 HS2024573C

n




< 30K~48K >
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Alarm X
Code a1

Abnormality of Fan Motor

e The RUN indicator (Red) flashes.
e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the

7-segment display of outdoor unit PCB.

% If the rotation pulse output of the fan motor is less than or equal to 10 per minute after 10 seconds of starting,
the fan motor will stop. If this occurs again 9 times in the next 5 minutes, the operation stops and this alarm
code is displayed. The alarm is caused by locking of the fan motor.

| Restart operation. |

< Does motor run? >|

Yes

This alarm is indicated due to detected
> overcurrent by contrary wind.

No

This is normal.

Alarm code is not indicated.

Yes
< Does fan stop by foreign matter? >|

'No

Check connectors CN14 and CN15 on O.U. PCB
and 09K~24K: CN202, PCN202 or
30K~48K: CN203, CN204, CN201, CN202,
PCN201 and PCN202 on inverter PCB.

< Are connectors abnormal? > |

Yes

>| Remove foreign matter.

Replace inverter PCB in the case that
fan motor does not run even if 0.U. PCB is replaced.

>| Connect it correctly.

'No

Check fuses 09K~12K: F1, F2, F3 on O.U PCB,
18K~24K: F1, F2 on O.U PCB,
30K~48K: FU1, EFR1 on O.U PCB, and EF1

oninverter PCB

Yes

| Replace fuse(s). |

| Restart operation.

vV

Restart operation. |

Yes
< Does motor run? >|:> This is normal.

¥

| Replace fan motor. |

<

< Does motor run? [

Yes

> Thisis normal.

NOTE:

No

Alarm code is not indicated.

Replace the O.U. PCB
orinverter PCB.

e Referto the item 1.2.6 “Checking Method of DC Fan Motor for Outdoor Unit” about the troubleshooting.
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Alarm )1

Code 10 Activation of Protection Device (Low Pressure Cut)

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

e The alarm code is displayed when the protection device (Pressure Switch-Low) is activated during the
compressor operation (Y52C: ON).

No
<Is it connected to PCN13 of 0.U. PCB >>—| Plug connector to PCN13 correctly. |

Q Yes
No
Is the error still reported after
?
C poestcsartromaly: > E—— 5o silreporedater

Yes Yes

| Failure of PCB |

<:|

No
Check if low pressure is less than Failure of protection device
7.25Psig(0.05Mpa). (Pressure Switch-Low)
O Yes
Yes
< Is pipe of clogged? >| Remove clogging.
‘No
No
Is refrigerant appropriately —l Charge correct amount of refrigerant.
charged?
Q Yes
- Yes Repair leaks of gas.
< Is gas leaking? >| > Correctly recharge refrigerant.

V

Check activation of following safety
devices. Remove cause after checking.
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Phenomenon [ Cause Check Item Action
Failure of Measure suction .
> . Replace it if faulty.
Pressure Switch pressure.
Failure of
Pressure H1 . MeaSU re reSiStance Re air lOOSEneSS.
Activation of o Contact Failure ) pal
Switch-Low with tester. Repair connector.
Pressure
Switch-Low
dueto
Excessively Low | ] o g]g:r:;ecct?on Check connection. Repair connection.
Suction
Pressure
Underch d Refri ; Check cycle Charge correct amount
ndercharged Refrigeran .
g 5 & operating temp. of refrigerant .
[,| Gas Leaking Check for leaks. Repair leaks.
Failure of MC »  Incorrect Connection Check wiring. Repair connection.
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Alarm
Code

L)
DN

Incorrect Setting of Unit Model Code

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed in the following condition. Check the unit model code setting (DSW4) of I.U. PCB
after turning OFF the power source.

Action

The unit model code setting (DSW4) is not set (all pins are | Set DSW4 correctly according to the dip switch setting in
“OFF”), oris set for the incorrect indoor unit type. “Installation and Maintenance Manual”.

Alarm
Code

L
U

Incorrect Setting of Unit and Refrigerant Cycle Number

e The RUN indicator (Red) flashes.

e The alarm code and the unit model code are displayed on the LCD, and the alarm code is displayed on the
7-segment display of outdoor unit PCB.

% This alarm code is displayed in the following conditions. Check the settings of the dip switches (DSW) after

turning OFF the power source.

Action

The unit No. setting (DSW6) or the refrigerant cycle No. to “63”. (Setting No. for the 64th unit shall be “0”)
setting (DSW5) on I.U. PCB is set as “64” or more. b) Unit No. Setting / Ref. Cycle No. Setting Starting from
((0”'

a) Unit No. Setting / Ref. Cycle No. Setting Starting from
“1” (recommended).
Set the unit No. and the refrigerant cycle No. from “1”

Set the unit No. and the refrigerant cycle No. from “0”
to “63.” (Setting No. for the 64th unit shall be “63”.)

HS2024573C

1-68



TROUBLESHOOTING

Alarm ) ‘
Code - Compressor Protection

% This alarm code appears when one of the following alarms occurs three times within 6 hours, which may
result in serious compressor damages, if the outdoor unit is continuously operated without removing the

cause.
Alarm Code Content of Abnormality
02 Activation of Protection Device (Pressure Switch-High) in Outdoor Unit
07 Abnormal Low Superheat of Compressor Discharge Gas
08 Excessively High Discharge Gas Temperature at Top of Compressor
45 Activation of High Pressure Increase Protection Device
47 Activation to Protect System from Excessively Low Suction Pressure
(Protection from Vacuum Operation)
58 Activation of Protection Device(Pressure Switch-Low) in Qutdoor Unit

These alarms are able to be checked by the CHECK Mode 1. Follow the action indicated in each alarm chart.
These alarms are cleared only by turning OFF the main power switch to the system.

Do not restart the operation without taking any necessary action, since there is a possibility of causing
serious damages to the compressor.
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1.2.3 Checking Method for Outdoor Unit PCBA
(1) Checking Power Circuit

Check the power circuit on O.U. PCB in following procedures. Refer to the figure on next page about the positions
of LEDs, fuses and check points. Refer about check points by a circuit tester and judgment value as well.

A caution

e Pay attention to an electric shock when the voltage is measured by a circuit tester.

e Do not contact the test lead to unspecified check points when measuring by circuit tester.
It may cause failure of terminal and circuit tester.

e There is protective coatings on the test points of PCBA. Remove the glue before turning on the power to avoid
inaccurate test.

<09K~12K >

Turn ON outdoor unit.

A

<DC-BUS (Red) is turned ON-D> No

N\

Yes . Yes Failure of AC Power Circuit of
< Fuse F1,F2 is blown out. >—> O.U. PCBA

No

. Yes
v < L,Nline |sd|sconnected.\

DC Voltage (for power
circuit: AC208/230V) 0 No
is applied to VDC+ and
VDC-. *1)

Y

Connect L,N line, then return A.

N

Yes

Y

A 4

12V_ODU is applied between\_ No
2V ODU+ and 12V ODU-*1)

v Yes

5V_ODU is applied between\_ No
5V ODU+ and 5V ODU-*1)

* Yes

15V0 is applied between No
15V0+ and 15V0-*1)

+ Yes

5V0 is applied between 0 »
5V0+ and 5V0-*1)

AN

A 4

Failure of AC Power Circuit of
0.U. PCBA

N

X F kT

Yes

Check is completed.
Power circuit is normal.

*1) The following table shows the check points and the normal range of voltage in the case that the voltage on 0.U.
PCBA is measured by a digital multimeter. The setting of digital multimeter shall be set within the DC voltage
measurement range when the following voltages are measured.

Check Point
- — - - — - Normal Range(V)
(+) Side of Digital Multimeter (-) Side of Digital Multimeter

VDC+ VDC- Power Source AC208V (rms): approx. 294VDC
Power Source AC230V (rms): approx. 325VDC

12V ODU+ 12V ODU- 11.7VDC~14.3VDC

5V ODU+ 5V ODU- 4.75VDC~5.25VDC

15V0+ 15V0- 13.5VDC~16.5VDC

5V0+ 5V0- 4.75VDC~5.25VDC
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